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A-04 
 

 FEB/AUG A-04-01 NW CORNER, PH 1        
BLDG 1 

AIR COMPRESSOR 
Mod #3Z496,  Serial # 

SPEEDAIRE 7-1/2 HP DOORS TO 
COMPS RM 

A-01-07 
M-03A-52 

1  

 
 

  A-04-02 SW CORNER, PH 1        
BLDG 1 

AIR COMPRESSOR 
Mod #34035,  Serial #304136 

QUINCY  OMNI SORT 
MACHINES 

A-01-05 1  

   A-04-03 SW CORNER, PH 1        
BLDG 1 

AIR COMPRESSOR 
Mod #34035,  Serial #296810 

QUINCY  OMNI SORT 
MACHINES 

A-01-06 1 Purchased 1/3/00 

A-05A 
 

M MONTHLY A-05A-01 TELEX ROOM           
PENTHOUSE 4 

A/C MACHINE SPLIT SYSTEM 
UP TO 10 TONS  (Special Purpose) 
Mod #CM25-1B, Serial #860602351 

JANITROL 3 TON TELEX ROOM
CRAC 43 

C-24-01 
F-32 

1 Old #A-07-23 
12X25X1 

A-7A 
 
 

M 
 

MONTHLY A-07A-01 SECURITY CONSOLE 
BLDG 4 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #WCD04BC300BD 
Serial #R471007530 

TRANE 4 TON SECURITY 
CONSOLE 
CRAC 45 

F-32 1  

A-7B 
 

M JAN A-07B-01 COMPUTER ROOM 5 
BLDG 2 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #DAAD-2034 
Serial #88-0645-A 

DATA AIRE 20 TON COMP RM 5 
CRAC 21 

A-03-19 
A-09A-02 

F-32 

1 PRE: 12X25X1 (1), 20X25X2 
(4) SEC: 12X25X4 (1), 
20X25X4 (4)   BELTS: A-56-2 
(2)  

 
 

  A-07B-02 COMPUTER ROOM 5 
BLDG 2 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #DAAD-2034 
Serial #88-0646-A 

DATA AIRE 20 TON COMP RM 5 
CRAC 22 

A-03-20 
A-09A-03 

F-32 

1 PRE: 12X25X1 (1), 20X25X2 
(4) SEC: 12X25X4 (1), 
20X25X4 (4)   BELTS: A-56-2 
(2) 

 
 

 FEB A-07B-03 COMPUTER ROOM 5 
BLDG 2 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #DAAD-2034 
Serial #88-0647-A 

DATA AIRE 20 TON COMP RM 5 
CRAC 23 

A-03-21 
A-09A-10 

F-32 
 

1 PRE: 12X25X1 (1), 20X25X2 
(4) SEC: 12X25X4 (1), 
20X25X4 (4)   BELTS: A-56-2 
(2) 

 
 

  A-07B-04 COMPUTER ROOM 5 
BLDG 2 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #DAAD-2034 
Serial #88-0648-A 

DATA AIRE 20 TON COMP RM 5 
CRAC 24 

A-03-22 
A-09A-11 

F-32 

1 PRE: 12X25X1 (1), 20X25X2 
(4) SEC: 12X25X4 (1), 
20X25X4 (4)   BELTS: A-56-2 
(2) 

 
 

 MAR A-07B-05 COMPUTER ROOM 5 
BLDG 2 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #DAAD-2034 
Serial #88-0649-A 

DATA AIRE 20 TON COMP RM 5 
CRAC 25 

A-03-23 
A-09A-09 

F-32 

1 PRE: 12X25X1 (1), 20X25X2 
(4) SEC: 12X25X4 (1), 
20X25X4 (4)   BELTS: A-56-2 
(2) 

 
 

  A-07B-06 COMPUTER ROOM 5 
BLDG 2 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #DAAD-2034 
Serial #88-0650-A 

DATA AIRE 20 TON COMP RM 5 
CRAC 26 

A-03-24 
A-09A-08 

F-32 

1 PRE: 12X25X1 (1), 20X25X2 
(4) SEC: 12X25X4 (1), 
20X25X4 (4)   BELTS: A-56-2 
(2) 

 
 

 APR A-07B-07 COMPUTER ROOM 5 
BLDG 2 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #DAAD-2034 
Serial #88-0651-A 

DATA AIRE 20 TON COMP RM 5 
CRAC 27 

A-03-25 
A-09A-07 

F-32 

1 PRE: 12X25X1 (1), 20X25X2 
(4) SEC: 12X25X4 (1), 
20X25X4 (4)   BELTS: A-56-2 
(2) 

 
 

  A-07B-08 COMPUTER ROOM 5 
BLDG 2 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #DAAD-2034 
Serial #88-0652-A 

DATA AIRE 20 TON COMP RM 5 
CRAC 28 

A-03-26 
A-09A-06 

F-32 

1 PRE: 12X25X1 (1), 20X25X2 
(4) SEC: 12X25X4 (1), 
20X25X4 (4)   BELTS: A-56-2 
(2) 

  MAY A-07B-09 COMPUTER ROOM 5 
BLDG 2 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #DAAD-2034 
Serial #88-0653-A 

DATA AIRE 20 TON COMP RM 5 
CRAC 29 

A-03-27 
A-09A-05 

F-32 

1 PRE: 12X25X1 (1), 20X25X2 
(4) SEC: 12X25X4 (1), 
20X25X4 (4)   BELTS: A-56-2 
(2) 

 
 

  A-07B-10 COMPUTER ROOM 5 
BLDG 2 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #DAAD-2034 
Serial #88-0654 

DATA AIRE 20 TON COMP RM 5    
CRAC 30 

A-03-28 
A-09A-04 

F-32 

1 PRE: 12X25X1 (1), 20X25X2 
(4) SEC: 12X25X4 (1), 
20X25X4 (4)   BELTS: A-56-2 
(2) 

A-07B M JUN A-07B-11 COMPUTER ROOM 5 A/C MACHINE  PACKAGE UNIT          DATA AIRE 20 TON UPS A-03-28 1 12X24X4 (1), 20X24X2 (2) 
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 BLDG 2                                    (OVER 10 TONS 

(Special Purpose) 
Mod #DAAD-2034 
Serial #88-6055-A 

CRAC 31 A-09A-01 
M-03A-39 

F-32 

BELTS: A-56 

 
 

  A-07B-12 COMPUTER ROOM 1     
TAPE LIBRARY BLDG 2 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #DAAU-0634 
Serial #88-0656-A 

DATA AIRE 20 TON TAPE 
LIBRARY 
CRAC 32 

A-03-36 
A-09A-12 

F-32 

1 20X25X4 (2) 
BELTS: A-56 
2 Compressors (tag ?) 

 
 

 JUL A-07B-13 NORTHEAST SIDE 
COMPS ROOM           

BLDG 1 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #CEMA-0534-U 
Serial #20015 

CONTEMPO 15 TON COMPS RM 
CRAC 33 

A-03-29 
A-09A-13 

F-32 

1 A-07-14 shares the same   
    condenser 

15X25X2 (2), 16X25X1 (2) 
Belts:  A-48 

 
 

  A-07B-14 NORTHWEST SIDE 
COMPS ROOM           

BLDG 1 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #CEMA-0534-U 
Serial #20012 

CONTEMPO 15 TON COMPS RM 
CRAC 34 

A-03-30 
A-09A-13 

F-32 

1 A-07-13 shares the same   
      condenser 

15X25X2 (2), 16X25X1 (2) 
Belts:  A-48 

 
 

 AUG A-07B-15 SOUTHWEST SIDE        
COMPS ROOM           

BLDG 1 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #CEMA-0534-U 
Serial #20013 

CONTEMPO 15 TON COMPS RM 
CRAC 35 

A-03-31 
A-09A-14 

F-32 

1 A-07-16 shares the same   
      condenser 

15X25X2 (2), 16X25X1 (2) 
Belts:  A-48 

 
 
 

  A-07B-16 SOUTHEAST SIDE COMPS 
ROOM            BLDG 1 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #CEMA-0534-U 
Serial #20014 

CONTEMPO 15 TON COMPS RM   
CRAC 36 

A-03-32 
A-09A-14 

F-32 
 

1 A-07-15 shares the same   
      condenser 

15X25X2 (2), 16X25X1 (2) 
Belts:  A-48 

 
 

 SEP A-07B-18 RPS                     
BLDG 1 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #CEMA-1534-D 
Serial #7310-1-1 L88 

CONTEMPO 30 TON RPS           
CRAC 38 

A-03-33 
A-09A-15 

F-32 

1 20X25X4 (2), 16X25X4 (3) 
20X25X1 or 2 (2) 
16x25x1 OR 2 (3) 
BELTS:  A-56 (2) 

 
 

  A-07B-19 SOUTH WALL  RPS ZONE 
148                      BLDG 1 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #CEMA-1534-D 
Serial #7310-1-2 L88 

CONTEMPO 30 TON RPS            
CRAC 39 

A-03-34 
A-09A-16 

F-32 

1 20X25X4 (2), 16X25X4 (3) 
20X25X1 or 2 (2) 
16x25x1 OR 2 (3) 
BELTS:  A-56 (2) 

 
 

  A-07B-20 WEST WALL RPS         
ZONE 142                    BLDG 

1 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #CEMA-1534-D 
Serial #7310-1-3 L88 

CONTEMPO 30 TON RPS           
CRAC 40 

A-03-35 
A-09A-17 

F-32 

1 20X25X4 (2), 16X25X4 (3) 
20X25X1 or 2 (2) 
16x25x1 OR 2 (3) 
BELTS:  A-56 (2) 

 
 

 NOV A-07B-21 TELEPHONE ROOM       
ZONE 468   BLDG 4 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #CU66A, Serial #884018 

LIEBERT 10 TON TELEPHONE 
ROOM      

CRAC 41 

A-09A-20 
F-32 

1 18X22X2 (2) 

 
 
 

  A-07B-22 TELEPHONE ROOM 
ZONE 468  BLDG 4 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #CU66A, Serial #88401A 

LIEBERT 10 TON TELEPHONE 
ROOM         

CRAC 42 

A-09A-21 
F-32 

1 18X22X2 (2) 
BELTS: A-46 (1) 

 
 
 

 DEC A-07B-25 PH 2 ROOF               
BLDG 2 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #50DP02051C 
Serial #4789G02-6-10 

CARRIER 18 TON UPS F-32 1 16X20X2 (4) 
20X20X2 (4) 
BELTS: A-46 (2) 
OLD A-06A 

 
 

  A-07B-26 PH 2 ROOF              
BLDG 2 

A/C MACHINE  PACKAGE UNIT          
                                   (OVER 10 TONS 
(Special Purpose) 
Mod #50QJ008500, Serial #5088G072221

CARRIER 18 TON UPS            
BATTTERY 

ROOM 

F-32 1 16X20X2 (4) 
BELTS: A-48 (1) 
OLD A-06A 
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A-10A 
 

A 
 

SEP 
 

A-10A-01 BLDG 4 HEAT PUMP UP TO 5 TONS 
(Convertible) 
Mod #WCH090C400BC 
Serial #L40100704D 

TRANE 4 Ton 
460V, 60HZ 

3 PH 
 

TRAINING RM
1 & 4 

NONE 1 A-10A New equipment FY-97 
Replaced A-11A-08 

 
 
 

 
 

 
 

A-10A-02 BLDG 4 HEAT PUMP UP TO 5 TONS 
(Horizontal/Downflow) 
Mod #WCC030F100BB 
Serial #L421R3EiH 

TRANE 2.5 Ton 
208/230 
60HZ 
1 PH 

TRAINING RM
3 
 

NONE 1 Replaced A-11A-02 
 

 
 

 
 

 
 

A-10A-03 BLDG 4 HEAT PUMP UP TO 5 TONS 
(Convertible) 
Mod #WCC048F400BB 
Serial #L345LKB2H 

TRANE 4 Ton 
460V, 60HZ 

3 PH 
 

TRAINING RM 
4 
 

NONE 1 Replaced A-11A-01 

 
 

  A-10A-04 BLDG 4 HEAT PUMP UP TO 5 TONS 
(Convertible) 
Mod #WCC048F400BC 
Serial #L3935XH2H 

TRANE 4 Ton 
460V, 60HZ 

3 PH 
 

TRAINING RM 
5 

NONE 1 Replaced A-11A-03 
 

   A-10A-05 BLDG 4 HEAT PUMP UP TO 5 TONS 
(Convertible) 
Mod #WCC048F400BC 
Serial #L374R42H 

TRANE 4 Ton 
460V, 60HZ 

3 PH 
 

TRAINING RM 
6 

NONE 1 Replaced A-11A-04 
 

 
 
 

  A-10A-06 BLDG 4 HEAT PUMP UP TO 5 TONS 
(Convertible) 
Mod #WCC048F400BB 
Serial #L345Y352H 

 4 Ton 
460V, 60HZ 

3 PH 
 

TRAINING RM 
7 

NONE 1 Replaced A-11A-05 
 

 
 

 
 

 
 

A-10A-07 BLDG 4 HEAT PUMP UP TO 5 TONS 
(Convertible) 
Mod #WCC048F400BC 
Serial #L4146KD2H 

TRANE  TRAINING RM 
 8 

 1 Replaced A-11A-06 
 

   A-10A-08 SECURITY 
CONSOLE/ROOF        

BLDG 4 

HEAT PUMP UP TO 5 TONS 
(Convertible) 
Mod #WCD04BC300BD 
Serial #R47100753D 

TRANE  SECURITY 
CONSOLE 

 1 Replaced A-07A-01 
 

A-10B 
 

A MAY A-10B-01 ROOF 
BLDG 3 

HEAT PUMP  6 TO 10 TONS 
Mod #WCH120B4D00DB 
Serial #K39100768D 

TRANE 10TON 
460 V 
60 HZ 

BLDG 3 ACU-3-3 1 A-10B  New equipment 
FY-97 

 
 

 
 

 
 

A-10B-02 ROOF 
BLDG 3 

 

HEAT PUMP  6 TO 10 TONS 
Mod #WCH120B4D00DB 
Serial #K39100766DB 

TRANE 10TON 
460 V 
60 HZ 

BLDG 3 ACU-3-4 1  
 

 
 

  A-10B-03 
 
 

ROOF 
BLDG 3 

HEAT PUMP  6 TO 10 TONS 
Mod #WCH120B4D00DB 
Serial #K39100769D 

TRANE 10TON 
460 V 
60 HZ 

BLDG 3 
 

ACU 3-5 1  

 
 

 
 

 
 

A-10B-04 ROOF 
BLDG 3 

HEAT PUMP  6 TO 10 TONS 
Mod #WCH120B4D00DB 
Serial #K39100767D 

TRANE 10TON 
460 V 
60 HZ 

BLDG 3 
 

ACU 3-6 1  

 
 

  A-10B-05 ROOF  
BLDG 3 

HEAT PUMP  6 TO 10 TONS 
Mod #WCH120B4D00DB 
Serial #K39103514D 

TRANE 10TON 
460 V 
60 HZ 

BLDG 3 
 

ACU 3-7 1  

 
 

 
 

 
 

A-10B-06 ROOF 
BLDG 3 

HEAT PUMP  6 TO 10 TONS 
Mod #WCH120B4D00DB 
Serial #K39100765D 

TRANE 10TON 
460 V 
60 HZ 

BLDG 3 
 

ACU 3-8 1  

 
 

 
 

 
 

A-10B-07 ROOF 
BLDG 4 

HEAT PUMP  6 TO 10 TONS 
(Horizontal) 
Mod #WCH090C400BC 
Serial #K40100703D 

TRANE 7.5 TON 
460 V, 60 HZ 

3 PH 

TRAINING RM
1 

NONE 1 REPLACED A-11A-09 
 

 
 

  A-10B-08 ROOF 
BLDG 4 

HEAT PUMP  6 TO 10 TONS 
(Horizontal) 
Mod #WCC048F400BB 
Serial #L36423K2H 

TRANE 7.5 TON 
460 V, 60 HZ 

3 PH 

TRAINING RM
2 

NONE 1 REPLACED A-11A-07 

A-10C A MAY A-10C-01 ROOF 
BLDG 3 

HEAT PUMP OVER 10 TONS 
Mod #WCH150B4D0DB 
Serial #K39100770D 
 

TRANE 12 TON 
460 V 
60 HZ 

BLDG 3 NONE 1 A-10C 
New equipment FY-11/95 

 

A-10C 
 

 
 

 
 

A-10C-02 ROOF 
BLDG 3 

HEAT PUMP OVER 10 TONS 
Mod #WCH150B4D0DB 

TRANE 12 TON 
460 V 

BLDG 3  1  
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Serial #K4D101B73D 60 HZ 

A-11A 
 

S 
 

JAN/JUL 
 

A-11A-10 PH 4 
BLDG 4 

AIR HANDLER UNDER 5000 CFM 
Mod #                 Serial # 

TRANE 1200 CFM BLDG 4 ACU 4-12 
F-32 

1 (1) 2’ FILTER 
(1) 3’ FILTER 

 
 

  A-11A-11 SE BOILER ROOM        
    BLDG 5 

AIR HANDLER UNDER 5000 CFM 
Mod #                 Serial # 

TRANE 800 CFM  F-31 1 (1) 3’ FILTER 

A-11A 
 

S 
 

APR/OCT 
 

A-11A-20 COMPUTER ROOM 1 
BLDG 2 

AIR HANDLER UNDER 5000 CFM 
Mod # 2599-408-66             Serial # 

POMONA AIR  COMP RM 1 
CRAC 7 

 

A-03-01 
M-03A-27 & 28 

F-32 

1 PRE:      16X25X2   16X20X2 
FINAL:  16X25X4   16X20X4 
  

   A-11A-23 COMPUTER ROOM 1 
BLDG 2 

AIR HANDLER UNDER 5000 CFM 
Mod # CW3000-408-66      Serial # 

POMONA AIR  COMP RM 1 
CRAC 10 

 

A-03-04 
M-03A-33 & 34 

F-32 

1 PRE:      16X25X2   16X20X2 
FINAL:  16X25X4   16X20X4 
  

 
 

  A-11A-24 COMPUTER ROOM 1 
BLDG 2 

AIR HANDLER UNDER 5000 CFM 
Mod # CW3000-408-66      Serial # 

POMONA AIR  COMP RM 1 
CRAC 11 

A-03-05 
M-03A-35 & 36 

F-32 

1 PRE:   16X20X2   16X25X2 
FINAL:  16X20X4   16X25X4 
  

 
 

  A-11A-25 COMPUTER ROOM 1 
BLDG 2 

AIR HANDLER UNDER 5000 CFM 
Mod # CW3000-408-66      Serial # 

POMONA AIR  COMP RM 1 
CRAC 12 

 

A-03-06 
M-03A-37 & 38 

F-32 

1 16X25X2      20X25X2 
16X25X4      20X25X4 

 
 

 
 

 
 

A-11A-26 COMPUTER ROOM 1 
BLDG 2 

AIR HANDLER UNDER 5000 CFM 
Mod # CW2500,   Serial #86-1007A 

POMONA AIR  COMP RM 2 
CRAC 13 

 

A-03-07 
M-03A-48 & 49 

F-32 

1 16X25X2      20X25X2 
16X25X4      20X25X4 

 
 

 
 

 
 

A-11A-27 COMPUTER ROOM 1 
BLDG 2 

AIR HANDLER UNDER 5000 CFM 
Mod #DCD-4008-34      Serial # 

DATA AIRE  CRAC 14 
 

A-03-08 
7.5 motor no tag ? 

1 16X25X2      20X25X2 
16X25X4      20X25X4 

 
 

  A-11A-30 COMPUTER ROOM 4 
BLDG 2 

AIR HANDLER UNDER 5000 CFM 
Mod # 1034C,     Serial #19564-C85 

CONTEMPO  COMP RM 4 
CRAC 17 

A-03-17 
M-03A-43 

F-32 

1 NOT IN USE 

   A-11A-31 COMPUTER ROOM 4 
BLDG 2 

AIR HANDLER UNDER 5000 CFM 
Mod # 1034C,    Serial #19563-C85 

CONTEMPO  
 

COMP RM 4 
CRAC 18 

A-03-18 
M-03A-44 

F-32 

1 16X25X1     16X25X4 
20X25X2     20X25X4 
BELTS: A-52 

 
 

 
 

 
 

A-11A-32 RPS 
BLDG 1 

AIR HANDLER UNDER 5000 CFM 
Mod # CW800,    Serial # 
RPSAC 19 

POMONA AIR 4500 CFM 
 

RPS  
BLDG 1 

 

F-32 1 PRE: 16X25X2     20X25X2 
FINAL: 16X25X4 
BELT: B-45 

 
 

 
 

 
 

A-11A-33 RPS 
BLDG 1 

AIR HANDLER UNDER 5000 CFM 
Mod # CW800,    Serial # 
RPSAC 20 

POMONA AIR 4500 CFM 
 

RPS 
BLDG 1 

F-32 1 No humidification system 
1 HP Motors (2) 
PRE:  16X25X2  20X25X2 
FINAL:  16X25X4 
BELT: B-45 

 
 

 
 

 A-11A-36 TAPE LIBRARY 
BLDG 2 

AIR HANDLER UNDER 5000 CFM 
Mod #                       Serial # 

TRANE  TAPE  
LIBRARY 
CRAC 13 

F-32 1 Not counted before 5/95 
16X25X2 

 
 

  A-11A-37 FAZAR 
BLDG 2 

AIR HANDLER UNDER 5000 CFM 
Mod #                      Serial # 

TRANE  CRAC 14 F-32 1 Not counted before 5/95 
16X25X2 

   A-11A-38 PH 2 
BLDG 2 

AIR HANDLER UNDER 5000 CFM 
Mod #                      Serial # 

COMPU AIR 5000 CFM 
 

PH 2 
UPS RM 
CRAC 42 

 1 Not counted before 
Added by contractor FY-97 
 

A-11B 
 

S MAY/NOV A-11B-01 BOILER RM 
BLDG 5 

AIR HANDLER 5000 5000-15000 CFM TRANE 14000 CFM BOILER RM M-03A-01 & 13 
F-31 

1 (1) 3’ FILTER 

 
 

  A-11B-02  
BOILER RM               BLDG 

5 

AIR HANDLER 5000 5000-15000 CFM TRANE 14000CFM BOILER RM M-03A-12 
F-32 

1  

   A-11B-03 BOILER RM 
BLDG 5 

AIR HANDLER 5000 5000-15000 CFM TRANE 6000 CFM BOILER RM M-03A-14 
F-31 

1 (1) 3’ FILTER 

 
 

  A-11B-04 PH 4 
BLDG 4 

AIR HANDLER 5000 5000-15000 CFM TRANE 10735 CFM BLDG 4 
RF 4-1 

M-03A-10 
F-32 

1  

 
 

  A-11B-05 PH 4 
BLDG 4 

 

AIR HANDLER 5000 5000-15000 CFM TRANE  PH 4 
UPS   CF-4-1 

F-32 1 EXHAUST FANS TIED TO 
UPS 

A-11C 
 

S 
 

JUN/DEC 
 

A-11C-01 PH 3 
BLDG 3 

AIR HANDLER 15001 – 30000 CFM 
Mod #            Serial # 

TRANE 15460 CFM 
 

BLDG 4 
SF 4-1 

C-06-10 
M-03B-01 

F-31 

1 (1) 4’ FILTER 
 

A-11C S FEB/AUG A-11C-02 PH 4 
BLDG 4 

AIR HANDLER 15001 – 30000 CFM 
Mod #            Serial # 

TRANE 21995 CFM BLDG 4 
SF 4-2 

 

C-06-11 
M-03B-02 

F-31 

1 (1) 6’ FILTER 
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F 
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APR/OCT 
 

A-11C-03 PH 2 
BLDG 2 

AIR HANDLER 15001 – 30000 CFM 
Mod # 50       Serial #U1-14671 

TRANE 26179 CFM BLDG 2 
SF 2-4 

 

C-06-07 
M-03B-03 

F-31 

1 (1) 6’ FILTER 

 
 

 JUN/DEC A-11C-04 PH 5 
BLDG 5 

AIR HANDLER 15001 – 30000 CFM 
Mod #            Serial # 

TRANE 24200 CFM BLDG 5 
RF 5-1 

 

C-06-12 
M-03B-03 

F-31 

1 (2) 6’ FILTER 

 
 

 
 

FEB/AUG A-11C-05 PH 4 
BLDG 4 

AIR HANDLER 15001 – 30000 CFM 
Mod #            Serial # 

TRANE 16490 CFM BLDG 4 
RF 4-2 

M-03B-11 1  

 
 

 
 

APR/OCT 
 

A-11C-06 PH 2 
BLDG 2 

AIR HANDLER 15001 – 30000 CFM 
Mod #81        Serial #U1-15213 

TRANE 20370 CFN BLDG 2 
RF 2-4 

C-06-07 
M-03A-09 

1  
 

A-11D 
 

S MAY/NOV A-11D-01 PH 5 
BLDG 5 

AIR HANDLER 30001 – 50000 CFM 
Mod #            Serial # 

TRANE 31150 CFM BLDG 5 
RF 5-1 

M-03B-04 
F-31 

1 (2) 6’ FILTER 

   A-11D-02 PH 1 
BLDG 1 

AIR HANDLER 30001 – 50000 CFM 
Mod # 82       Serial #U1-15293 

TRANE 39120 CFM 
 

BLDG 1 
SF 1-1 

C-06-02 
M-03B-06 

F-31 

1 (2) 6’ FILTER 

 
 

 
 

 
 

A-11D-03 PH 1 
BLDG 1 

AIR HANDLER 30001 – 50000 CFM 
Mod #        Serial #U1-15294 

TRANE 42770 CFM 
 

BLDG 1 
SF 1-2 

C-06-03 
M-03B-07 

F-31 

1 (2) 6’ FILTER 

 
 

 
 

 
 

A-11D-04 PH 2 
BLDG 2 

AIR HANDLER 30001 – 50000 CFM 
Mod # 81       Serial #U1-15208 

TRANE 45480 CFM 
 

BLDG 2 
RF 2-1 

M-03B-10 
F-31 

1  

 
 

 
 

 
 

A-11D-05 PH 2 
BLDG 2 

AIR HANDLER 30001 – 50000 CFM 
Mod # 82        Serial #U1-15209 

TRANE 42000 CFM 
 

BLDG 2 
SF 2-2 

C-06-05 
M-03B-11 
F-31, F-40 

1 (2) 6’ FILTER 

 
 

 
 

 A-11D-06 PH 2 
BLDG 2 

AIR HANDLER 30001 – 50000 CFM 
Mod # 81       Serial #U1-15210 

TRANE 32000 CFM 
 

BLDG 2 
RF 2-2 

M-03B-12 1  

 
 

 
 

 
 

A-11D-07 PH 2 
BLDG 2 

AIR HANDLER 30001 – 50000 CFM 
Mod # 82       Serial #U1-15211 

TRANE 40350 CFM 
 

BLDG 2 
SF 2-3 

C-06-06 
M-03B-13 
F-31, F-40 

1 (1) 5’ FILTER 
(1) 6’ FILTER 

 
 

  A-11D-08 PH 2 
BLDG 2 

AIR HANDLER 30001 – 50000 CFM 
Mod # 81        Serial #U1-15212 

TRANE 30850 CFM BLDG 2 
RF 2-3 

M-03B-14 1  

 
 

 
 

 
 

A-11D-09 PH 3 
BLDG 3 

AIR HANDLER 30001 – 50000 CFM 
Mod #         Serial # 

TRANE 39250 CFM BLDG 3 
RF 3-1 

M-03B-16 1  

 
 

  A-11D-10 PH 3 
BLDG 3 

AIR HANDLER 30001 – 50000 CFM 
Mod # 81        Serial #U1-15212 

TRANE 37070 CFM BLDG 3 
RF 3-2 

M-03B-18 1  

A-11E 
 

S 
 

JUN/DEC 
 

A-11E-01 PH 1 
BLDG 1 

AIR HANDLER 50001 – 75000 CFM 
Mod #             Serial # 

TRANE 58790 CFM BLDG 1 
RF 1-2 

M-03B-08 1  

 
A-11E 

 
S 

 
JUN/DEC 

A-11E-02 PH 2 
BLDG 2 

AIR HANDLER 50001 – 75000 CFM 
Mod #             Serial # 

TRANE 55980 CFM BLDG 2 
SF 2-1 

 

C-06-04 
M-03B-09 
F-31, F-40 

1 (1) 5’ FILTER 
(1)      4’ FILTER 

 
 

 
 

 
 

A-11E-03 PH 3 
BLDG 3 

AIR HANDLER 50001 – 75000 CFM 
Mod #             Serial # 

TRANE 55750 CFM BLDG 3 
SF 3-1 

C-06-08 
M-03B-15 
F-31, F-40 

1 (1)      5’ FILTER 
(1)      6’ FILTER 

 
 

  A-11E-04 PH 3 
BLDG 3 

AIR HANDLER 50001 – 75000 CFM 
Mod #             Serial # 

TRANE 55170 CFM BLDG 3 
SF 3-2 

C-06-09 
M-03B-17 
F-31, F-40 

1 (3)      5’ FILTER 
(1)      6’ FILTER 

 
B-02A 

 
A 

 
JAN 

 
B-02A-01 

 
BOILER ROOM 

BLDG 5 

 
BOILER (COAL/OIL/GAS) 
UP TO 120 MBTU’s  
Mod #6-X-1500 
Serial #13096 

Seminnole 
 

600H/W, 
300HP 

764 MBH 
? MBTU 

 
 

 
B-03-01, B-04-01 

B-06-01 
V-02-01(2),V-05-04(6) 

V-06-01 & 02 

 
1 

 
Boiler Replacement 8/96 
SOURCE TEST DUE 11/2001 
Oil pump replaced 2/14/2000 

 
 

 
 

 
 

 
B-02A-02 

 
BOILER ROOM 

BLDG 5 

 
BOILER (COAL/OIL/GAS) 
UP TO 120 MBTU’s  
Mod #6-X-1300 
Serial #13097 

Seminnole 
 

600 H/W 
300 HP 

? MBTU 

 
 

 
B-03-02 B-04-02 

B-06-02 
V-02-02(2), V-05-05(6) 

V-06-03 & 04 

 
1 

 
Boiler Replacement 8/96 
SOURCE  TEST DUE 11/2001 
Oil pump replaced 2/14/2000 

 
B-02B 
 
 
 

 
A 

 
JAN 

 
B-02B-01 

 
PH 2 

BLDG 2 

 
BOILER (COAL/OIL/GAS) 
121 TO 300 MBTU’s 
Mod #WGOFD-2250 
Serial #70-24645 

Ajax 
 

50 HP 
? MBTU 

 
 

 
B-03-03, B-04-03 

B-06-03, V-02-03(2) 

 
1 

 
 

 
C-04 

 
Q 

 
FEB/MAY/AUG/NO

V 

 
C-04-01 

 
SHOP CONTROL ROOM 

BLDG 5 

 
CENTRAL MINI COMPUTER 
HVAC SYSTEMS 
Serial #U3QTU 

 
DELL 

 
 

 
FSC 

 
NONE 

 
1 
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C-04-02 

 
A/C SHOP 

BLDG 2 

 
CENTRAL MINI COMPUTER 
HVAC SYSTEMS 
Serial #U3QTU 

DELL 
 

 
 

FSC 
 

NONE 
 

1 
 
 

 
   

 
C-04-03 

 
BMO OFFICE 

BLDG 5 

 
CENTRAL MINI COMPUTER 
HVAC SYSTEMS 
Serial #U3QTU 

DELL 
 

 
 

FSC 
 

NONE 
 

1 
 
 

 
C-06 

 
A 

 
OCT 

 
C-06-01 

 
GSA ENGINEERING 

OFFICE, BLDG 5 

 
CONTROLS, CENTRAL SYSTEM, 
HVAC (Per Device)  Main Console 

 
 

 
 

 
 

 
1 – Hot Deck 
1 – Mixed Air 

 
2 

 
Changed from pneumatic to 
electronic all Belimo controls 

 
 

 
 

 
NOV 

 
C-06-02 

 
NORTH WALL PH 1 

BLDG 1 

 
CONTROLS, CENTRAL SYSTEM, 
HVAC (Per Device) 26 Zones 

 
 

 
  

 
AHU 1-1 

 
26 

 
 

 
 

 
 

 
DEC 

 
C-06-03 

 
NORTH WALL PH 1 

BLDG 1 

 
CONTROLS, CENTRAL SYSTEM, 
HVAC (Per Device) 27 Zones 

 
 

 
  

 
AHU 1-2 

 
27 

 
 

 
 

 
 

 
JAN 

 
C-06-04 

 
PH 2 

BLDG 2 

 
CONTROLS, CENTRAL SYSTEM, 
HVAC (Per Device) 25 Zones 

 
 

 
  

 
AHU 2-1 

 
25 

 
 

 
  

 
FEB 

 
C-06-05 

 
PH 2 

BLDG 2 

 
CONTROLS, CENTRAL SYSTEM, 
HVAC (Per Device) 24 Zones 

 
 

 
  

 
AHU 2-2 

 
24  

 
 

 
 

 
MAR 

 
C-06-06 

 
PH 2 

BLDG 2 

 
CONTROLS, CENTRAL SYSTEM, 
HVAC (Per Device) 24 Zones 

 
 

 
  

 
AHU 2-3 

 
24  

 
 

 
 

 
APR 

 
C-06-07 

 
PH 2 

BLDG 2 

 
CONTROLS, CENTRAL SYSTEM, 
HVAC (Per Device) 13 Zones 

 
 

 
  

 
AHU 2-4 

 
13  

 
 

 
 

 
MAY 

 
C-06-08 

 
PH 3 

BLDG 3 

 
CONTROLS, CENTRAL SYSTEM, 
HVAC (Per Device) 36 Zones 

 
 

 
  

 
AHU 3-1 

 
36 

 
 

 
 

 
 

 
JUN 

 
C-06-09 

 
PH 3 

BLDG 3 

 
CONTROLS, CENTRAL SYSTEM, 
HVAC (Per Device) 41 Zones 

 
 

 
  

 
AHU 3-2 

 
41 

 
 

 
 

 
 

 
JUL 

 
C-06-10 

 
PH 4 

BLDG 4 

 
CONTROLS, CENTRAL SYSTEM, 
HVAC (Per Device) 18 Zones 

 
 

 
  

 
AHU 4-1 

 
18 

 
 

 
 

 
 

 
AUG 

 
C-06-11 

 
PH 4 

BLDG 4 

 
CONTROLS, CENTRAL SYSTEM, 
HVAC (Per Device) 24Zones 

 
 

 
 

 
 AHU 4-2 

 
24 

 
 

 
 

 
 

 
SEP 

 
C-06-12 

 
PH 5 

BLDG 5 

 
CONTROLS, CENTRAL SYSTEM, 
HVAC (Per Device) 4 Zones 

 
 

 
  

 
AHU 5-1 

 
4 

 
 

 
 

 
 

 
OCT 

 
C-06-13 

 
PH 2 

BLDG 2 

 
CONTROLS, CENTRAL SYSTEM, 
HVAC (Per Device) Main Control Panel 
 

 
 

 
 

 
 

 
 

 
1 

 
 

 
C-09B 

 
A 

 
OCT 

 
C-09B-01 

 
PH 2 ROOF 

BLDG 2 

 
COOLING TOWER, MAINTENANCE 
(51 TO 500 TONS) 
Mod #VXMI-180-3 

 
BALTIMORE AIR 

COIL 

 
300 TONS 

 
 

 
M-03B-19 & 20 & 21 

V-09-04, V-05-27 

 
1 

 
 

 
  

 
 

 
C-09B-02 

 
PH 2 ROOF 

BLDG 2 

 
COOLING TOWER, MAINTENANCE 
(51 TO 500 TONS) 
Mod #VXMI-180-3 

 
BALTIMORE AIR 

COIL 

 
300 TONS 

 
 

 
M-03B-22 
V-05-28 

 
1 

 
 

 
C-09C 

 
A 

 
JAN 

 
C-09C-01 

 
COOLING TOWER AREA

BLDG 5 

 
COOLING TOWER, MAINTENANCE 
(501 TO 1000 TONS) 
Mod# 3872A/Q                                    
Serial #V040021701AAAD  

 
BALTIMORE AIR 

COIL 

 
1000 TONS 

 
 

 
V-03-06, V-08-01,      V-
09-05, P-04B-06,      W-

04-01          

 
1 

 
Installed 1/04 

 
 
 
 
 
 
 

  
 

 
 

 
C-09C-02 

 
COOLING TOWER AREA

BLDG 5 

 
COOLING TOWER, MAINTENANCE 
(501 TO 1000 TONS) 
Mod # 3728A-OM/Q 
Serial #V040022101 

 
BALTIMORE AIR 

COIL 

 
750 TONS 

 
 

 
V-03-06, V-08-02, 

V-09-05, P-04B-07,   W-
04-02 

 
1 

 
Installed 1/04 

 
C-09C 

 
A 

 
JAN 

  
C-09C-03 COOLING TOWER AREA

BLDG 5 

 
COOLING TOWER, MAINTENANCE 
(501 TO 1000 TONS) 
Mod# 3728A-OM/Q 
Serial # V040022102MAD  

 
   BALTIMORE AIR 

COIL 

 
750 TONS 

      
V-03-06,  

V-09-05, P-04C-01,   M-
03C-07,   W-04-01 

 
 
   1 

 
 
Installed 1/04 
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E-20 
 
 

 
A 

 
OCT 

 
E-20-01 

 
PH 1 

BLDG 1 

 
INDUCTION DISC OVER-CURRENT 
RELAY  
Mod #12-1AC-55B115A 

 
GE 

 
 

 
SWITCHGEAR

PH 1 

 
NONE 

 
1 

 
 

 
 
 
 

  
 

E-20-02 
 

PH 2 
BLDG 2 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod #12-1AC-55B115A 

 
GE 

 
 

 
SWITCHGEAR

PH 2 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-20-03 

 
PH 2 

BLDG 2 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod #12-1AC-55B115A 

 
GE 

 
 

 
SWITCHGEAR

PH 2 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-20-04 

 
PH 2 

BLDG 2 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod #12-1AC-55B115A 
 

 
GE 

 
 

 
SWITCHEAR 

PH 2 

 
NONE 

 
1 

 
 

 
 

  
 

E-20-05 
 

PH 2 
BLDG 2 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod #12-1AC-55B115A 

 
GE 

 
 

 
SWITCHGEAR

PH 2 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-20-06 

 
PH 2 

BLDG 2 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod #12-1AC-55B115A 

 
GE 

 
 

 
SWITCHGEAR

PH 2 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-20-07 

 
PH 2 

BLDG 2 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod #12-1AC-55B115A 

 
GE 

 
 

 
SWITCHGEAR

PH 2 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-20-08 

 
PH 3 

BLDG 3 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod #12-1AC-55B115A 

 
GE 

 
 

 
SWITCHGEAR

PH 3 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-20-09 

 
PH 3 

BLDG 3 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod #12-1AC-55B115A 

 
GE 

 
 

 
SWITCHGEAR

PH 3 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-20-10 

 
PH 4 

BLDG 4 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod #12-1AC-55B115A 

 
GE 

 
 

 
SWITCHGEAR

PH 4 

 
NONE 

 
1 

 
 

   
 

E-20-11 
 

MAIN VAULT 
BLDG 5 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod #121AC55B115A 

 
GE 

 
 

 
SWITCHGEAR

VAULT 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-20-12 

 
MAIN VAULT 

BLDG 5 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod # 

 
GE 

 
 

 
SWITCHGEAR

VAULT 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-20-13 

 
MAIN VAULT 

BLDG 5 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod # 12-1BC51B104B 

 
GE 

 
 

 
SWITCHGEAR

VAULT 
#1 Main 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
E-20-14 

 
MAIN VAULT 

BLDG 5 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod # 12-1BC51B104B 

 
GE 

 
 

 
SWITCHGEAR

VAULT 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-20-15 

 
MAIN VAULT 

BLDG 5 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod #15-12-1AC-53B9A 

 
GE 

 
 

 
SWITCHGEAR

VAULT 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-20-16 

 
MAIN VAULT 

BLDG 5 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod #12-1AC-51B104B 

 
GE 

 
 

 
SWITCHGEAR

VAULT 
#2 Main 

 
NONE 

 
1 

 
 

 
E-20 

 
A OCT 

 
E-20-17 

 
MAIN VAULT 

BLDG 5 

 
INDUCTION DISC OVER-CURRENT 
RELAY 

 
GE 

 
 

 
SWITCHGEAR

VAULT 

 
NONE 

 
1 

 
 

   
 

E-20-18 
 

MAIN VAULT 
BLDG 5 

 
INDUCTION DISC OVER-CURRENT 
RELAY 
Mod # 12-1AC-53B9A 

 
GE 

 
 

 
SWITCHGEAR

VAULT 

 
NONE 

 
1 
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E-21 

 
A 

 
OCT 

 
E-21-01 

 
MAIN VAULT 

BLDG 5 

 
OVER AND/OR UNDER-VOLTAGE 
RELAY 
Mod #12ICR53B1A 

 
GE 

 
 

 
SWITCHGEAR

VAULT 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-21-02 

 
MAIN VAULT 

BLDG 5 

 
OVER AND/OR UNDER-VOLTAGE 
RELAY 
Mod #12ICP53B1A 

 
GE 

 
 

 
SWITCHGEAR

VAULT 

 
NONE 

 
1 

 
 

 
E-25 

 
A 

 
OCT 

 
E-25-01 

TO 
E-25-06 

 
COMPUTER ROOM 1 

BLDG 2 

 
GROUND FAULT TYPE 
TRANSFORMER OR DIFFERENTIAL 
RELAY 

 
GE 

 
  

 
NONE 

 
6 

 
 

 
   

 
E-25-07 

TO 
E-25-08 

 
COMPUTER ROOM 2 

BLDG 2 

 
GROUND FAULT TYPE 
TRANSFORMER OR DIFFERENTIAL 
RELAY 

 
GE 

 
  

 
NONE 

 
2 

 
 

 
E-25 

 
  

 
E-25-13 

TO 
E-25-14 

 
COMPUTER ROOM 4 

BLDG 2 

 
GROUND FAULT TYPE 
TRANSFORMER OR DIFFERENTIAL 
RELAY 

 
GE 

 
  

 
NONE 2 

 
 

 
E-26 

 
A 

 
OCT 

 
E-26-01 

 
PH 1 

BLDG 1 

 
LOW VOLT MOLDED CASE CIRCUIT 
BREAKER  Mod #TKMA 

 
GE 

 
480 V 
800 A 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-26-02 

 
PH 2 

BLDG 2 

 
LOW VOLT MOLDED CASE CIRCUIT 
BREAKER 
Mod #TJK 

 
GE 

 
450 A 

208/120 V 
1000A 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-26-03 

 
PH 2 

BLDG 2 

 
LOW VOLT MOLDED CASE CIRCUIT 
BREAKER 
Mod #TKMA 

 
GE 

 
208/120 V 

1000A 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-26-04 

 
PH 2 

BLDG 2 

 
LOW VOLT MOLDED CASE CIRCUIT 
BREAKER 
Mod #TJK 

 
GE 

 
208/120 V 

400 A 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-26-05 

 
PH 2 

BLDG 2 

 
LOW VOLT MOLDED CASE CIRCUIT 
BREAKER 
Mod #TKMA 

 
GE 

 
208/120 V 

800 A 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-26-06 

 
PH 4 

BLDG 4 

 
LOW VOLT MOLDED CASE CIRCUIT 
BREAKER 
Mod #TJK 

 
GE 

 
208/120 V 

500 A 

 
BLDG 4 

 
NONE 

 
1 

 
 

   
 

E-26-07 
 

PH 4 
BLDG 4 

 
LOW VOLT MOLDED CASE CIRCUIT 
BREAKER 
Mod #TKMA 

 
GE 

 
208/120 V 

600 A 

 
BLDG 4 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-26-08 

 
PH 2 

BLDG 2 

 
LOW VOLT MOLDED CASE CIRCUIT 
BREAKER 
Mod #JTK 

 
GE 

 
208/120 V 

400 A 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
   

 
E-26-09 

 
PH 2 

BLDG 2 

 
LOW VOLT MOLDED CASE CIRCUIT 
BREAKER 
Mod #JTK 

 
GE 

 
208/120 V 

500 A 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
 

 
 E-26-10 

 
PH 4 

BLDG 4 

 
LOW VOLT MOLDED CASE CIRCUIT 
BREAKER 
Mod #TKM3F 

 
GE 

 
408 V 
400 A 

 
BLDG 4 

 
NONE 

 
1 

 
 

                   

 
 

E-26-11 
 

PH 4 
BLDG 4 

 
LOW VOLT MOLDED CASE  
CIRCUIT BREAKE 

 
GE 

 
408 V 
400 A 

 
BLDG 4 

 
NONE 

 
1 

 

 
  

 
 

 
E-26-12 

 
MAIN VAULT 

BLDG 5 

 
LOW VOLT MOLDED CASE  
CIRCUIT BREAKER 
Mod #   TJK 

 
GE 

 
208/120 V 

600 A 

 
BLDG 5 

 
NONE 

 
1 

 
 

E-26 A 
 

OCT 
 

E-26-13 
 

MAIN VAULT 
BLDG 5 

 
LOW VOLT MOLDED CASE CIRCUIT 
BREAKER 
Mod #  TJK 

 
GE 

 
480 V 
700 A 

 
BLDG 5 

 
NONE 

 
1 

 
 

 
   

 
E-26-14 

 
MAIN VAULT 

BLDG 5 

 
LOW VOLT MOLDED CASE CIRCUIT 
BREAKER 
Mod #  TJK 

 
GE 

 
480 V 
700 A 

 
BLDG 5 

 
NONE 

 
1 

 
 

 
   

 
E-26-15 

 
MAIN VAULT 

 
LOW VOLT MOLDED CASE CIRCUIT 

 
GE 

 
480 V 

 
BLDG 5 

 
NONE 

 
1 
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BLDG 5 BREAKER 

Mod #  TJK 
700 A 

 
  

 
 

 
E-26-16 

 
MAIN VAULT 

BLDG 5 

 
LOW VOLT MOLDED CASE CIRCUIT 
BREAKER 
Mod #  TJK 
 

 
GE 

 
208/120 V 

500 A 

 
BLDG 5 

 
NONE 

 
1 

 
 

 
E-27 
 

 
A 
 

 
OCT 

 
E-27-01 

 
PH 1 

BLDG 1 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER  (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

1A 

 
NONE 

 
1 

 
CONTRACT 
DUE 10/2000 

 
 

 
  

 
E-27-02 

 
PH 2 

BLDG 2 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

2B 

 
NONE 

 
1 

 
DUE 10/2001 
E-27-2 THRU E-27-9 

 
 

 
 

 
 

 
E-27-03 

 
PH 2 

BLDG 2 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

2B 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-27-04 

 
PH 2 

BLDG 2 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

2B 

 
NONE 

 
1 

 
 

 
   

 
E-27-05 

 
PH 2 

BLDG 2 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

2C 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-27-06 

 
PH 2 

BLDG 2 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

2C 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-27-07 

 
PH 2 

BLDG 2 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

2C 

 
NONE 

 
1 

 
 

 
   

 
E-27-08 

 
PH 2 

BLDG 2 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

2A 

 
NONE 

 
1 

 
 

 
   

 
E-27-09 

 
PH 2 

BLDG 2 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

2D 

 
NONE 

 
1 

 
 

 
   

 
E-27-10 

 
PH 3 

BLDG 3 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

3A 

 
NONE 

 
1 

 
DUE 10/1999 
E-27-10 THRU E-27-15 

 
   

 
E-27-11 

 
PH 3 

BLDG 3 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

3B 

 
NONE 

 
1 

 
 

   
 

E-27-12 
 

PH 4 
BLDG 4 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

4A 

 
NONE 

 
1 

 
 

 
   

 
E-27-13 

 
O/S VAULT 

BLDG 4 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

2E 

 
NONE 

 
1 

 
 

 
   

 
E-27-14 

 
O/S VAULT 

BLDG 4 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

2E 

 
NONE 

 
1 

 
 

 
   

 
E-27-15 

 
O/S VAULT 

BLDG 4 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

2E 

 
NONE 

 
1 

 
 

 
   

 
E-27-16 

 
PH 5 

BLDG 5 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

5A 

 
NONE 

 
1 

 
DUE 10/2000 
E-27-16 THRU E-27-21 

 
   

 
E-27-17 

 
PH 5 

BLDG 5 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

5B 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
E-27-18 

 
PH 5 

BLDG 5 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

5C 

 
NONE 

 
1 

 
 

   
 

E-27-19 
 

PH 5 
BLDG 5 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

5C 

 
NONE 

 
1 

 
 

   
 

E-27-20 
 

PH 5 
BLDG 5 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

5C 

 
NONE 1 

 
 

 
E-27 

 
A 

 
OCT 

 
E-27-21 

 
PH 5 

BLDG 5 

 
LOW VOLT POWER AIR CIRCUIT 
BREAKER (OVER 100 AMPS) 

 
GE 

 
 

 
SUBSTATION 

5C 

 
NONE 

 
1 

 
 

 
E-28 

 
A 

 
OCT 

 
E-28-01 

 
BOILER ROOM 

BLDG 5 

 
MOTOR STARTERS 
(MORE THAN 100 HP) 

 
GE 

 
 

 
CWS #1 
MCC 5C 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-28-02 

 
BOILER ROOM 

BLDG 5 

 
MOTOR STARTERS 
(MORE THAN 100 HP) 

 
GE 

 
 

 
CWS #1 
MCC 5C 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
E-28-03 

 
BOILER ROOM 

BLDG 5 

 
MOTOR STARTERS 
(MORE THAN 100 HP) 

 
GE 

 
NEMA 4 
135 AMP 

 
HWP #1 
MCC 5A 

 
NONE 

 
1 

 
 



 
MWI  

GUIDE  

 
 

F 
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EQUIP 
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QTY 
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E-28-04 

 
BOILER ROOM 

BLDG 5 

 
MOTOR STARTERS 
(MORE THAN 100 HP) 

 
GE 

 
NEMA 4 
135 AMP 

CP #1 
MCC 5A 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
E-28-05 

 
BOILER ROOM 

BLDG 5 

 
MOTOR STARTERS 
(MORE THAN 100 HP) 

 
GE 

 
NEMA 4 
135 AMP 

 
CP #2 

MCC 5A 

 
NONE 

 
1 

 
 

  
 

 
E-28-06 

 
BOILER ROOM 

BLDG 5 
MOTOR STARTERS 
(MORE THAN 100 HP) 

 
GE 

 
NEMA 5 
270 AMP 

CT #2 
MCC 5B 

 
NONE 

 
1 

 

  
 

 
E-28-07 

 
BOILER ROOM 

BLDG 5 
MOTOR STARTERS 
(MORE THAN 100 HP)   

GE 
 

NEMA 5 
270 AMP 

CT #2 
MCC5B 

 
NONE 

 
1 

 

 
 
 

 
  

 
E-28-08 

 
BOILER ROOM 

BLDG 5 

 
MOTOR STARTERS 
(MORE THAN 100 HP) 

 
GE 

 
NEMA 4 
135 AMP 

BOOSTER PUMP
MCC5B 

 
NONE 

 
1 

 
 

 
E-30A A3 

A 
 

OCT 
 
E-30A-01 

 
PH 2 

BLDG 2 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE)   UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
 

 
SUBSTATION 

1A 

 
NONE 

 
5 

 
 

 
 

 
  

 
E-30A-02 

 
PH 2 

BLDG 2 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE)   UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
 

 
SUBSTATION 

2A 

 
NONE 

 
5 

 
 

 
 

 
  

 
E-30A-03 

 
PH 2 

BLDG 2 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE)   UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
 

 
SUBSTATION 

2B 

 
NONE 

 
5 

 
 

 
 

 
  

 
E-30A-04 

 
PH 2 

BLDG 2 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE)   UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
 

 
SUBSTATION 

2C 

 
NONE 

 
5 

 
 

 
 

 
  

 
E-30A-05 

 
PH 2 

BLDG 2 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE)   UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
 

 
SUBSTATION 

2D 

 
NONE 

 
5 

 
 

 
 

 
  

 
E-30A-06 

 
ELECT VAULT 

BLDG 4 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE)   UP TO 600 VOLTS  
MOD. AVLINE 

 
GE 

 
 

 
ELECT VAULT

 
NONE 

 
5 

 
 

   
 
E-30A-07 

 
PH 3 

BLDG 3 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE)   UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
 

 
SUBSTATION 

3A 

 
NONE 

 
5 

 
 

 
   

 
E-30A-08 

 
PH 3 

BLDG 3 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE)   UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
 

 
SUBSTATION 

3B 

 
NONE 

 
16 

 
 

 
 

 
  

 
E-30A-09 

 
PH 4 

BLDG 4 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE) UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
 

 
SUBSTATION 

4A 

 
NONE 

 
4 

 
 

 
  

 
 

 
E-30A-10 

 
MAIN VAULT 

BLDG 5 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE) UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
480/277 

 
SUBSTATION 

5A 

 
NONE 

 
3 

 
 

 
   

 
E-30A-11 

 
MAIN VAULT 

BLDG 5 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE) UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
480/277 

 
SUBSTATION 

5B 

 
NONE 

 
4 

 
 

   
 
E-30A-12 

 
MAIN VAULT 

BLDG 5 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE) UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
480/277 

 
SUBSTATION 

5C 

 
NONE 

 
5 

 
 

 
E-30A A3 

A 
OCT 

 
E-30A-13 

 
PH 1 

BLDG 1 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE) UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
 

 
SUBSTATION 

1B 

 
NONE 

 
1 

 
 

 
 

 
  

 
E-30A-14 

  
PH 4 

BLDG 4 

  
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE) UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
 

  
SUBSTATION 

4B 

 
NONE 

 
1 

 
 

 
   

 
E-30A-15 

 
PH 5 

BLDG 5 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE) UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
 

 
SUBSTATION 

5C 

 
NONE 

 
1 
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EQUIPMENT 
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E-30A-16 

 
 MAIN VAULT 

BLDG 5 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE) UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

 
 

 
SUBSTATION 

5C 

 
NONE 

 
3 

 
 

               

    
E-30A-17 

 
SWITCHBOARD, LOW VOLTAGE 
(PER CUBICLE) UP TO 600 VOLTS 
MOD. AVLINE 

 
GE 

  
SUBSTATION 

2E 

 
NONE 

  

 
E-31 
 

 
A 

 
OCT 

 
E-31 

 
 

 
NETWORK PROTECTORS 
600V CLASS 

 
 

 
 

 
 

 
NONE 

 
2 

 
Malaga and Butler no info 

 
E-33 
 
 
 

 
A 

 
OCT 

 
E-33-01 

 
PH 1 

BLDG 1 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #G852987 

 
GE 

 
12470 V 
480/277 

750/1000KVA 

 
SUBSTATION   

1 

 
NONE 

 
1 

 
CONTRACT 

 
 

 
  

 
E-33-02 

 
PH 2 

BLDG 2 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #G852988 

 
GE 

 
12470 V 
280/120 

750/1000KVA 

 
BLDG 2 

SUBSTATION 2

 
NONE 

 
1 

 
 

 
   

 
E-33-03 

 
PH 2 

BLDG 2 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #G852991 

 
GE 

 
12470 V 
280/120 

750/1000KVA 

 
BLDG 2 

 SUBSTATION 2

 
NONE 

 
1 

 
 

 
 

 
  

 
E-33-04 

 
PH 2 

BLDG 2 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #G852989A 

 
GE 

 
12470 V 
480/277 

750/1000KVA 

 
BLDG 2 

SUBSTATION 2

 
NONE 

 
1 

 
 

 
 

 
  

 
E-33-05 

 
PH 2 

BLDG 2 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #G852989B 

 
GE 

 
12470 V 
480/277 

750/1000KVA 

 
BLDG 2 

SUBSTATION 2

 
NONE 

 
1 

 
 

   
 

E-33-06 
 

PH 2 
BLDG 2 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #G852990A 

 
GE 

 
12470 V 
208/120 

750/1000KVA 

 
BLDG 2 

SUBSTATION 2

 
NONE 

 
1 

 
 

 
   

 
E-33-07 

 
PH 2 

BLDG 2 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #G852990B 

 
GE 

 
12470 V 
208/120 

750/1000KVA 

 
BLDG 2 

SUBSTATION 2

 
NONE 

 
1 

 
 

 
   

 
E-33-08 

 
PH 3 

BLDG 3 
 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #G852993 

 
GE 

 
12470 V 
208/120 

1000/1333KVA

 
BLDG 3 

SUBSTATION 3

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
E-33-09 

 
PH 3 

BLDG 3 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #G852992 

 
GE 

 
12470 V 
480/277 

1000/1333KVA

 
BLDG 3 

 
NONE 

 
1 

 
 

   
 

E-33-10 
 

PH 4 
BLDG 4 

HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #G852994 

 
GE 

 
12470 V 
480/277 

750/1000KVA 

 
BLDG 4 

 
NONE 

 
1 

 
 

 
E-33 A 

 
OCT 

 
E-33-11 

 
ELECTRIC VAULT 

BLDG 4 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #02143-1 

 
GE 

 
12470 V 
480/277 

750/1000KVA 

 
COMP RM 5 

 
NONE 

 
1 

 
 

 
   

  
E-33-12 

 
ELECTRIC VAULT 

BLDG 4 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #02118-1 

 
GE 

 
12470 V 
480/277 

750/1000KVA 

 
COMP RM 5 

 
NONE 

 
1 

 
 

 
   

 
E-33-13 

 
MAIN VAULT 

BLDG 5 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 

 
GE 

 
12470 V 
480/277 

1000/1333KVA

 
BLDG 5 

 
NONE 

 
1 

 
 



 
MWI  

GUIDE  

 
 

F 

 
SCHEDULED 

MONTH(S) 

 
EQUIP 

NO. 

 
EQUIPMENT 
LOCATION 

 
EQUIPMENT 
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EQUIPMENT 

 
 

QTY 

 
 

REMARKS 
Mod #                    Serial #G852996 
 

 
   

 
E-33-14 

 
MAIN VAULT 

BLDG 5 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #GEM153256 

 
GE 

 
12470 V 
480/277 

2000KVA 

 
BLDG 5 

 
NONE 

 
1 

 
 

 
   

 
E-33-15 

 
MAIN VAULT 

BLDG 5 

 
HIGH VOLT NETWORK & POWER 
DRY TYPE TRANSFORMER 
(POWER TYPE) 
Mod #                    Serial #G852995 

 
GE 

 
12470 V 
208/120 

750/1000KVA 

 
BLDG 5 

 
NONE 

 
1 

 
 

 
E-34 

 
A 

 
OCT 

 
E-34-01 

 
PH 2 

BLDG 2 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

 
GE 

  
SUBSTATION 

1A 

 
NONE 

 
1 

 

   
 

 
 

 
 

 
E-34-02 

 
PH 2 

BLDG 2 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

 
GE 

 
 

 
SUBSTATION 

2A 

 
NONE 

 
1 

 
 

 
   

 
E-34-03 

 
PH 2 

BLDG 2 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

 
GE 

 
 

 
OPENS 

SUBSTA 2D 

 
NONE 

 
1 

 
 

 
   

 
E-34-04 

 
PH 2 

BLDG 2 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

 
GE 

 
 

 
OPENS 

SUBSTA 2C-F-2

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
E-34-05 

 
PH 2 

BLDG 2 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

 
GE 

 
 

 
OPENS 

SUBSTA 2C-F-1

 
NONE 

 
1 

 
 

 
   

 
E-34-06 

 
PH 2 

BLDG 2 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

 
GE 

 
 

 
OPENS 

SUBSTA  2B-F-2

 
NONE 

 
1 

 
 

 
 A OCT 

 
  

 
E-34-07 

 
PH 2 

BLDG 2 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

 
GE 

  
OPENS 

SUBSTA 2B-F-1

 
NONE 

 
1 

 

 
   

 
E-34-08 

 
PH 2 

BLDG 2 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

 
GE 

 
 

 
OPENS 

SUBSTA 2E 

 
NONE 

 
1 

 
 

 
   

 
E-34-09 

 
PH 3 

BLDG 3 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

 
GE 

 
 

 
 

 
NONE 

 
1 

 
 

 
 
 

  
 

E-34-10 
 

PH  3 
BLDG  3 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

 
GE 

 
 

 
OPENS 

SUBSTA 3B 

 
NONE 

 
1 

 
 

 
   

 
E-34-11 PH 3 

BLDG 3 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

 
GE 

 
 

 
OPENS 

SUBSTA 3A 

 
NONE 

 
1 

 
      

   
 

E-34-12 PH 4 
BLDG 4 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

 
GE 

 
 

 
OPENS 

SUBSTA 4A 

 
NONE 

 
1 

 
                                                      
                                                      
                                                      

 
E-34 A OCT 

 
E-34-13 SWITCHGEAR ROOM 

BLDG 5 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

 
GE 

 
 

 
OPENS 

SUBSTA 5B 

 
NONE 

 
1 

 
 

             

   
E-34-14 

 
PH 2 

BLDG 2 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

   
2E-2B 

 
NONE 

 
1 

 
NOT COUNTED BEFORE 
12/00 

             

   
E-34-15 

 
BLDG 4 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

   
2E-1 

 
NONE 

 
1 

  
NOT COUNTED BEFORE 
12/00 
                                                               

   
E-34-16 BLDG 4 

 
DISCONNECTS (ISOLATING 
SWITCH; PER SWITCH) Under 200 
Amps 

   
2E-2 

 
NONE 

 
1 NOT COUNTED BEFORE 

12/00 
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E-34A 

 
A 

 
OCT 

 
E-34A 

 
 

 
DISCONNECT OR ISOLATING 
SWITCH (Low Volt) FUSED/NON 
FUSED, 200 Amps and Up 
200 amps to 500 amps 

 
 

 
 

 
OPENS 

SUBSTA 5A 

 
NONE 

 
1 

 
NOT COUNTED BEFORE 
12/00 
                                                      
 

 
E-35 

 
S 

 
MAY/NOV 

 
E-35-01 

 
PH 1 

BLDG 1 

 
MOTOR CONTROL CENTER 
(MCC) UNDER 100 HP 
Serial #DJB1A2T4 

 
GE 

 
600 AMPS 

480PV 
       MCC 1 
SF 1-1, 1-2, RF 1-2, 
CF 1-1,1-2,          (2), 
Parking Lights Bldg 

1 Perimeter Air 
Compressor Door 

 
NONE 

 
1 
4 

 
SET OF 5 EACH STARTER 
4 EACH OVER THE 
ORGINAL  

 
  

 
JUN/DEC 

 
E-35-02 

 
PH 2 

BLDG 2 

 
MOTOR CONTROL CENTER 
(MCC) UNDER 100 HP 
Serial #DJB1A2T4-75C525278 

 
GE 

 
 

 
MCC 2A 

SF 2-1, RF 2-1,    
CF 2-1 

 
NONE 

 
1  

 
 
 
 
 
 
 

  
 

E-35-03 
 

PH 2 
BLDG 2 

 
MOTOR CONTROL CENTER 
(MCC) UNDER 100 HP 
 

 
GE 

 
 

 
MCC 2B 

SF 2-2, ACU 2-1, 
CF 2-2, RF 2-4, 

Printer Lights Bldg 
2, HWP Chilled 
Water Supply 

 
NONE 

 
1 
3 

 
SET OF 5 EACH STARTER 
3 EACH OVER THE 
ORIGINAL  

 
  

 
 

 
E-35-04 

 
PH 2 

BLDG 2 

 
MOTOR CONTROL CENTER 
(MCC) UNDER 100 HP 
 
 
 
 
 

 
GE 

 
 

 
MCC 2C 

RF 2-3, SF 2-3, Air
Compressor Door 

 

 
NONE 

 
1 

 
 

   
 

E-35-05 
 

PH 2 
BLDG 2 

 
MOTOR CONTROL CENTER 
(MCC) UNDER 100 HP 
 

 
GE 

 
 

 
MCC 2D 

CCCT-1 Fan 
CCCT-1 Spray 

Pump, CCCT 1 HW 
CRP-5/6/9, 

Condenser Water 
CRAP-4,3 StandBy 

Pump CRR-10, 
CCCT-2 Fan #1,2 

Spray Pump 
CCCT-2, Heat 

Recovery Pump 
Water Cooling 

Pump 

 
NONE 

 
1 
9 

SET OF 5 EACH STARTER 
9 EACH OVER THE 
ORGINAL 

 
   

 
E-35-06 

 
PH 2 

BLDG 2 

 
MOTOR CONTROL CENTER 
(MCC) UNDER 100 HP 

 
GE 

 
 

 
MCC 2E 

Motor  Starter    
Ups Fan #1,#2,#3 

 
 

 
1 

 
 

 
  

 
JAN/JUL 

 
E-35-07 

 
PH 3 

BLDG 3 

 
MOTOR CONTROL CENTER 
(MCC) UNDER 100 HP 

 
GE 

 
 

 
MCC 3A 

Motor Starter  SF 
3-2, CF 3-3, RF 3-2, 
(3) Parking Lights 

 
 

 
1 
2 

SET OF 5 EACH STARTER 
2 EACH OVER THE 
ORGINAL 

 
E-35 S JAN/JUL 

 
E-35-08 

 
PH 3 

BLDG 3 

 
MOTOR CONTROL CENTER 
(MCC) UNDER 100 HP 

 
GE 

 
 

 
MCC 3B 

Motor Starter      SF 
3-1, RF 3-1,    CF 3-

2, CF 3-1 

 
 

 
1 

 
 

 
  FEB/AUG 

 
E-35-09 

 
PH 4 

BLDG 4 

 
MOTOR CONTROL CENTER 
(MCC) UNDER 100 HP 

 
GE 

 
 

 
MCC 4 

Motor Starter 
ACU 4-1, 4-2,      CF 

4-1, 4-2, CF 4-1, 
Parking Lights 

 
 

 
1 
1 

 
SET OF 5 EACH STARTER 
1 EACH OVER THE 
ORGINAL 5 EACH 

 
  

 
APR/OCT 

 
E-35-10 

 
BOILER ROOM 

BLDG 5 

 
MOTOR CONTROL CENTER 
(MCC) UNDER 100 HP 

 
GE 

 
 

 
MCC 5A 

Motor Starter 
AH 5-3, 5-4, 5-5, 
Perimeter Lights 

Bldg 5 
Boiler Fuel Pumps, 
RV 5-2,  CP 1,2,3 

HWP 1,2 

 
 

 
1 
9 

 
SET OF 5 EACH STARTER 
9 EACH OVER THE 
ORGINAL 5 EACH 



 
MWI  

GUIDE  

 
 

F 
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MAR/SEP 
 

E-35-11 
 

BOILER ROOM 
BLDG 5 

 
MOTOR CONTROL CENTER 
(MCC) UNDER 100 HP 

 
GE 

 
 

 
MCC 5B 

Motor Starter 
CT Fan 2-1, 2-3 

2-4, 2-5, 2-6 
Parking Lights 

North 1 & 2 
RV 5-1 

Yard Booster Pump
CT-2 

Booster Pump 

 
 

 
1 
9 

 
SET OF 5 EACH STARTER 
9 EACH OVER THE 
ORGINAL 5 EACH 

 
   

 
E-35-12 

 
BOILER ROOM 

BLDG 5 

 
MOTOR CONTROL CENTER 
(MCC) UNDER 100 HP 

 
GE 

 
 

 
MCC 5C 

Motor Starter 
Cooling Tower 
HVAC Equip 

 
 

 
1 
6 

 
SET OF 5 EACH STARTER 
6 EACH OVER THE 
ORGINAL  

 
   

 
E-35-13 

 
PH 5 

BLDG 5 

 
MOTOR CONTROL CENTER 
(MCC) UNDER 100 HP 

 
GE 

 
 

 
MCC 5D 

Motor Starter 
Exhaust Fan  
5-1, 5-2, 5-3 

 
 

 
1 

 
 

 
E-36 

 
A 

 
OCT 

 
E-36-01 

 
MAIN VAULT 

BLDG 5 

 
AUTOMATIC TRANSFER SWITCH 
Mod #ZTSTCH 
 

 
ZENITH 

 
 

 
Emergency 
Generator 

 
 

 
1 

 
CONTRACT 

                
 

 
 

 
 

E-38-02 
 

TRANSFORMER ROOM 
BLDG 5 

 
HIGH VOLT AIR CIRCUIT BREAKER
Mod #AM-13.8-500-6H 
Serial #0225A1225-002 

 
GE 

 
12470 V 
2000 A 

 
Main Vault 

 
 

 
1 

 
 

 
E-38 

 
A 

 
OCT 

 
E-38-03 

 
TRANSFORMER ROOM 

BLDG 5 

 
HIGH VOLT AIR CIRCUIT BREAKER
Mod #AM-13.8-500-6H 
Serial #0225A1225-003 

 
GE 

 
12470 V 
2000 A 

 
Main Vault 

 
 

 
1 

 
 

 
E-41 

 
Q 
A 

 
MAR/JUN/SEP/DEC 

SEP 

 
E-41-01 

 
BOILER ROOM 

BLDG 5 

 
EMERGENCY GENERATOR 
(ELECTRIC, DIESEL ENGINES) 

 
CUMMINS 

 
100KVA 

 
Emergency 
Power FSC 

 
 

 
1 

 
Oil pump replaced 2/14/2001 

 
E-42 
 

 
W 
M 
Q 
S 

 
WEEKLY 

MONTHLY 
MAR/JUN/SEP/DEC 

MAR/SEP 

 
E-42-01 

 
BOILER ROOM 

BLDG 5 

 
EMERGENCY GENERATOR 
(ELECTRIC) 
Mod #NH200-11 
Serial # 34-772 

 
CUMMINS 

 
1000KVA 

 
 

 
 

 
1 

 
Generate 1 PM per Month for 
Weekly PMs 

E-51 
 

A 
 

OCT 
 

E-51-01 PH 1 
BLDG 1 

 
MOTOR STARTER (LESS THAN  100 
HP & UNDER 600 V) 
 

 
GE NEMA 1 

27 AMPS 
10 HP, 480V 

 

 
 

 
A-4-2 

 
1 

 
 

   E-51-02 PH 1 
BLDG 1 

 

MOTOR STARTER (LESS THAN  100 
HP & UNDER 600 V) 
 
 

GE NEMA 1 
27 AMPS 

10 HP, 480V 

 
 A-4-3 1 

 
 

 
E-51 A OCT 

 
E-51-03 PH 2 

BLDG 2 

 
MOTOR STARTER (LESS THAN  100 
HP & UNDER 600 V) 
 

 
GE NEMA 2 

45 AMPS 
30 HP, 480V 

 
 P-4A-1 

 
1 

 
 

   E-51-04 PH 2 
BLDG 2 

 
MOTOR STARTER (LESS THAN  100 
HP & UNDER 600 V) 
 

 
GE NEMA 2 

45 AMPS 
30 HP, 480V 

 
 P-4A-2 

 
1 

 
 

 
E-52 

 

 
A 

 
OCT 

 
E-52-01 MAIN VAULT 

BLDG 5 
AUXILIARY PROTECTIVE RELAYS 
121AC51B04A  

 
GE 

   
E-20-11 

 
1 

 
NOT COUNTED BEFORE FY-
95 

 
 

 
  

 
E-52-02 MAIN VAULT 

BLDG 5 

 
AUXILIARY PROTECTIVE RELAYS 
121AC51B04A 

 
GE  

 
 

 
E-20-12 

 

 
1 

 
 

             

   
E-52-03 MAIN VAULT 

BLDG 5 

 
AUXILIARY PROTECTIVE RELAYS 
121AC51B104A 

 
GE 

   
E-20-13 

 
1 

 

              

   
E-52-04 MAIN VAULT 

BLDG 5 

 
AUXILIARY PROTECTIVE RELAYS 
121AC51B104A 

 
GE 

   
E-20-14 

 
1 

 

      
   

MAIN VAULT 
        



 
MWI  

GUIDE  

 
 

F 

 
SCHEDULED 

MONTH(S) 

 
EQUIP 

NO. 

 
EQUIPMENT 
LOCATION 

 
EQUIPMENT 

DESCRIPTION 

 
 

MANUFACTURER 

 
 

SIZE 

 
SERVICE 

LOCATION 

 
ASSOCIATED 
EQUIPMENT 

 
 

QTY 

 
 

REMARKS 
    

E-52-05 BLDG 5 AUXILIARY PROTECTIVE RELAYS 
121AC53B9A 

GE E-20-15 1 

              

   
E-52-06 MAIN VAULT 

BLDG 5 

 
AUXILIARY PROTECTIVE RELAYS 
121CR53B1A 

 
GE 

   
E-21-1 

 
1 

 

               

   
E-52-07 MAIN VAULT 

BLDG 5 
AUXILIARY PROTECTIVE RELAYS 
121CR53B1A 

 
GE 

   
E-21-2 

 
1 

 

 
 

 
 

 
 

 
E-52-08 MAIN VAULT 

BLDG 5 

 
AUXILIARY PROTECTIVE RELAYS 
121AC51B104A 

 
GE 

   
E-20-16 

 
1 

 

            

   
E-52-09 MAIN VAULT 

BLDG 5 

 
AUXILIARY PROTECTIVE RELAYS 
121AC51B104A 

 
GE 

   
E-20-17 

 
1 

 

             

   
E-52-10 MAIN VAULT 

BLDG 5 

 
AUXILIARY PROTECTIVE RELAYS 
121AC53B9A 

AUXILIARY 
PROTECTIVE 

RELAYS 

   
E-20-18 

 
1 

 

 
E-58 S 

 
APR/OCT 

 
E-58-01 

 
COMPUTER ROOM 1 

BLDG 2 

 
POWER DISTRIBUTION UNIT 
(PORTABLE) 

 
POWER 

DISTRIBUTOR INC. 

 
112KVA 

 
SCRS Area NONE  

 
1 

 
CONTRACT 
IRS Equipment             old E-47 

 
   

 
E-58-02 

 
COMPUTER ROOM 1 

BLDG 2 

 
POWER DISTRIBUTION UNIT 
(PORTABLE) 

 
EMERGENCY 

POWER ENG. INC. 

 
75KVA 

 
CRS NONE  

 
1 

 
IRS Equipment 

 
   

 
E-58-07 

 
COMPUTER ROOM 5 

BLDG 2 

 
POWER DISTRIBUTION UNIT 
(PORTABLE) 

 
EMERSON 

SERIES 3000 

 
100KVA 

 
RAC NONE  

 
1 

 
IRS Equipment 

 
   

 
E-58-08 

 
COMPUTER ROOM 5 

BLDG 2 

 
POWER DISTRIBUTION UNIT 
(PORTABLE) 
 

 
EMERSON 

SERIES 3000 

 
100KVA 

 
OA NONE  

 
1 

 
IRS Equipment 

   
 

E-58-09 
 

RPS 
BLDG 1 

 
POWER DISTRIBUTION UNIT 
(PORTABLE) 

 
COMPUTER 

POWER SYSTEMS 

 
50KVA 

 
RPS NONE  

 
1 

 
IRS Equipment 

 
   

 
E-58-10 

 
RPS 

BDLG 1 

 
POWER DISTRIBUTION UNIT 
(PORTABLE) 

 
POWER MITE 

 
75KVA 

 
RPS NONE  

 
1 

 
IRS Equipment 

                 

 
 

 
E-58-14 

 
RPS 

BLDG 1 
POWER DISTRIBUTION UNIT 
(PORTABLE) 
Serial #5294 

 
EPE 

 
50KVA 

 
RPS NONE  

 
1 

 

              

 
 

 
E-58-15 

 
RPS 

BLDG 1 
POWER DISTRIBUTION UNIT 
(PORTABLE) 

 
POWER MITE 

 
25KVA 

 
RPS NONE  

 
1 

 

 
F-01 
 

 
M 
Q 

 
MONTHLY 

MAR/JUN/SEP/DEC 

 
F-01-01 

 
NW CORNER 

BLDG 3 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 
 

 
SYSTEM 1 

 
1 

 
 

 
 

 
 

 
 

 
F-01-02 

 
NE CORNER 

BLDG 3 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 

 
SYSTEM 2 

 
1 

 
 

 
 

 
 

 
 

 
F-01-03 

 
EAST WALL 

BLDG 3 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 

 
SYSTEM 3 

 
1 

 
 

 
 

 
 

 
 

 
F-01-04 

 
SE CORNER 

BLDG 3 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 

 
SYSTEM 4 

 
1 

 
 

 
F-01 
 

 
M 
Q 

 
MONTHLY 

MAR/JUN/SEP/DEC 

 
F-01-05 

 
WRR’S 
BLDG 2 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 

 
SYSTEM 5 

 
1 

 
 

 
 

 
 

 
 

 
F-01-06 

 
EAST END 

BLDG 4 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 

 
SYSTEM 6 

 
1 

 
 

 
 

 
 

 
 

 
F-01-07 

 
WEST END 

BLDG 4 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 

 
SYSTEM 7 

 
1 

 
 

 
 

 
 

 
 

 
F-01-08 

 
SW CORNER 

BLDG 2 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 

 
SYSTEM 8 

 
1 

 
 

 
 

 
 

 
 

 
F-01-09 

 
SW CORNER 

BLDG 1 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 

 
SYSTEM 9 

 
1 

 
 

 
 

 
 

 
 

 
F-01-10 

 
WEST WALL 

BLDG 1 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 

 
SYSTEM 10 

 
1 

 
 

 
 

 
 

 
 

 
F-01-11 

 
NW CORNER 

BLDG 1 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 

 
SYSTEM 11 

 
1 

 
 

 
 

 
 

 
 

 
F-01-12 

 
NW CORNER 

BLDG 2 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 

 
SYSTEM 12 

 
1 

 
 

            



 
MWI  

GUIDE  

 
 

F 

 
SCHEDULED 

MONTH(S) 

 
EQUIP 

NO. 

 
EQUIPMENT 
LOCATION 

 
EQUIPMENT 

DESCRIPTION 

 
 

MANUFACTURER 

 
 

SIZE 

 
SERVICE 

LOCATION 

 
ASSOCIATED 
EQUIPMENT 

 
 

QTY 

 
 

REMARKS 
   F-01-13 BOILER ROOM 

BLDG 5 
ALARM CHECK VALVES & 
ACCESSORIES 

   SYSTEM 13 1  

 
 

 
 

 
 

 
F-01-14 

 
O/S BMO CONF RM 

BLDG 5 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 

 
SYSTEM 14 

 
1 

 
 

 
 

 
 

 
 

 
F-01-15 

 
NE CORNER 

BLDG 2 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
 

 
 

 
SYSTEM 15 

 
1 

 
 

 
 

 
 

 
 

 
F-01-16 

 
FIRE PUMP ROOM 

BLDG 5 

 
ALARM CHECK VALVES & 
ACCESSORIES 

 
 

 
125 # 

 
 

 
SYSTEM 16 

 
1 

 
 

 
F-02 
 
 

 
W 
Q 
A 

 
WEEKLY 

MAR/JUN/SEP/DEC 
MAR 

 
F-02-01 

 
PH 1 

BLDG 1 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
Generate 1 PM per Month for 
Weekly PMs 

 
 

 
 

 
 

 
F-02-02 

 
PH 2 

BLDG 2 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-02-03 

 
PH 2 

BLDG 2 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 
 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

   
 

F-02-04 
 

PH 3 
BLDG 3 

 
DRY PIPE, DELUGE & PREACTION  
VALVE 
 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-02-05 

 
PH 4 

BLDG 4 

 
DRY PIPE, DELUGE & PREACTION  
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

   
 

F-02-06 
 

PH 5 
BLDG 5 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-02-07 

 
BLDG 4 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-02-08 

 
BLDG 4 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-02-09 

 
BLDG 4 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

F-02-10 
 

BLDG 1 
 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
 
 

 
 

 
 

F-02-11 
 

BLDG 5 
 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
  

 
 

 
F-02-12 

 
BLDG 5 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-02-13 

 
BLDG 5 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
F-02 
 
 

 
W 
Q 
A 

 
WEEKLY 

MAR/JUN/SEP/DEC 
MAR 

 
F-02-14 

 
BLDG 5 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-02-15 

 
NW GATE 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-02-16 

 
 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-02-17 

 
BLDG 3 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-02-18 

 
 

 
DRY PIPE, DELUGE & PREACTION 
VALVE 

 
 

 
 

 
 

 
NONE 

 
1 

 
 

 
F-13 

 
Q 

 
MAR/JUN/SEP/DEC 

 
F-13-01 

 
 

 
FIRE SUPERVISORY SIGNALS 
TESTING 

 
 

 
 

 
ALL BLDGS 

 
 

 
21 

 
Done by Valley Alarm 

 
F-14 

 
A 

 
MAR 

 
F-14-01 

 
 

 
AUTOMATIC FIRE DETECTION- 
SMOKE DETECTORS 

 
 

 
 

 
ALL BLDGS 

 
 

 
341 

 
Done by Valley Alarm 

 
F-14A 

 
Q 

 
MAR/JUN/SEP/DEC 

 
F-14A-01 

 
COMPUTER ROOM 5 

BLDG 2 

 
AUTOMATIC FIRE DETECTION- 
WATERFLOW ALARMS 

 
 

 
 

 
COMP RM S 

 
 

 
22 

 
Done by Valley Alarm 

            



 
MWI  

GUIDE  

 
 

F 

 
SCHEDULED 

MONTH(S) 

 
EQUIP 

NO. 

 
EQUIPMENT 
LOCATION 

 
EQUIPMENT 

DESCRIPTION 

 
 

MANUFACTURER 

 
 

SIZE 

 
SERVICE 

LOCATION 

 
ASSOCIATED 
EQUIPMENT 

 
 

QTY 

 
 

REMARKS 
F-14B A MAR F-14B-01 PH 1 

BLDG 1 
AUTOMATIC FIRE DETECTION- 
HEAT DETECTORS 

  PH 1  14 Done by Valley Alarm 

 
 

 
 

 
 

 
F-14B-02 

 
PH 2 

BLDG 2 

 
AUTOMATIC FIRE DETECTION- 
HEAT DETECTORS 

 
 

 
 

 
PH 2 

 
 

 
48 

 
Done by Valley Alarm 

 
 

 
 

 
 

 
F-14B-03 

 
PH 3 

BLDG 3 

 
AUTOMATIC FIRE DETECTION- 
HEAT DETECTORS 

 
 

 
 

 
PH 3 

 
 

 
18 

 
Done by Valley Alarm 

 
 

 
 

 
 

 
F-14B-04 

 
PH 4 

BLDG 4 

 
AUTOMATIC FIRE DETECTION- 
HEAT DETECTORS 

 
 

 
 

 
PH 4 

 
 

 
11 

 
Done by Valley Alarm 

 
 

 
 

 
 

 
F-14B-05 

 
PH 5 

BLDG 5 

 
AUTOMATIC FIRE DETECTION- 
HEAT DETECTORS 

 
 

 
 

 
PH 5 

 
 

 
6 

 
Done by Valley Alarm 

 
F-14C 

 
S 
 

 
JUN/DEC 

 
F-14C-01 

 
COMPUTER ROOM 3 

WEST WALL 

 
SMOKE CONTROL SYSTEMS - 
OPERATIONAL TESTING 
Serial #8236-344 Mod MDK 

 
ETHICAL DIV 

FEDERAL SIGNAL 
CORPORATION 

 
 

 
COMP RMS 

FLOOR/CEILING

 
 

 
1 

 
Done by Valley Alarm 

 
F-15 

 
A 

 
MAR 

 
F-15-01 

 
COMPUTER ROOM 1 

BLDG 2 

 
FIRE ALARM CONTROL PANEL  &  
REMOTE ANNUNCIATORS 
 

 
 

 
 

 
 

 
 

 
 

 
Done by Valley Alarm 

 
F-15 

 
A 

 
MAR 

 
F-15-02 

 
COMPUTER ROOM  3 

BLDG 2 

 
FIRE ALARM CONTROL PANEL  &  
REMOTE ANNUNCIATORS 

 
 

 
 

 
 

 
 

 
 

 
Done by Valley Alarm 

 
 

 
 

 
 

 
F-15-03 SECURITY CONSOLE 

BLDG 4 

 
FIRE ALARM CONTROL PANEL  &  
REMOTE ANNUNCIATORS 
 

 
 

 
 

 
 

 
  

 
 

 
F-15A 

 
A 

 
MAR 

 
F-15A-01 

 
 

 
FIRE ALARM CONTROL PANEL- 
SPECIAL SYSTEMS 

 
 

 
 

 
 

 
 

 
 

 
Done by Valley Alarm 

 
F-15B 

 
A 

 
MAR 

 
F-15B-01 

 
 

 
CENTRAL STATION TRANSMITTER 

 
 

 
 

 
 

 
 

 
 

 
Done by Valley Alarm 

 
F-15C 

 
D 

 
DAILY 

 
F-15C-01 

 
SECURITY CONSOLE 

BLDG 4 

 
CENTRAL STATION - RECEIVER 
AND RE-TRANSMISSION 
EQUIPMENT 

 
 

 
 

 
 

 
 

 
1 

 
Generate 1 PM per Month 

 
F-16 

 
W 

 
WEEKLY 

 
F-16-01 

 
SECURITY CONSOLE 

BLDG 4 

 
FIRE ALARM SYSTEM- 
RECORDER 

 
 

 
 

 
 

 
 

 
1 

 
Generate 1 PM per Month 

 
F-16A 

 
Q 

 
MAR/JUN/SEP/DEC 

 
F-16A-01 

 
SECURITY CONSOLE 

BLDG 4 

 
FIRE ALARM SYSTEM- 
EVENT PRINTER 

 
 

 
 

 
 

 
 

 
1 

 
Done by Valley Alarm 

 
F-16B 

 
A 

 
MAR 

 
F-16B-01 

 
SECURITY CONSOLE 

BLDG 4 

 
FIRE ALARM SYSTEM- 
AUDIO CONTROL PANEL 

 
 

 
 

 
 

 
 

 
1 

 
Done by Valley Alarm 

 
F-16C 

 
A 

 
MAR 

 
F-16C-01 

 
SECURITY CONSOLE 

BLDG 4 

 
FIRE ALARM SYSTEM- 
REMOTE CONTROLLER 

 
 

 
 

 
 

 
 

 
1 

 
Done by Valley Alarm 

 
F-16D 

 
A 

 
MAR 

 
F-16D-01 

 
SECURITY CONSOLE 

BLDG 4 

 
FIRE ALARM SYSTEM- 
REMOTE AMPLIFIER 

 
 

 
 

 
 

 
 

 
1 

 
Done by Valley Alarm 

F-17 
 

A 
 

MAR 
 

F-17-01 
 

BLDG 2 
 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 NONE 

 
1 

 
CONTRACT  
 Valley Alarm 

 
 

 
 

 
 

 
F-17-02 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-03 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-04 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1 

 
  

 
 

 
 

 
 

 
F-17-05 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-06 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-07 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-08 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-09 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1 

 
 

            



 
MWI  

GUIDE  

 
 

F 

 
SCHEDULED 

MONTH(S) 

 
EQUIP 

NO. 

 
EQUIPMENT 
LOCATION 

 
EQUIPMENT 
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SIZE 
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LOCATION 
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EQUIPMENT 

 
 

QTY 

 
 

REMARKS 
   F-17-10 BLDG 2 MANUAL FIRE ALARM SYSTEMS 

(CODED & UNCODED) 
  BLDG 2 NONE 1  

 
 

 
 

 
 

 
F-17-11 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-12 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-13 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-14 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-15 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-16 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
 

 
 

 
BLDG 2 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-17 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 2 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-18 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 2 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-19 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
F-17 

 
A 

 
MAR 

 
F-17-20 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 2 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-21 

 
BLDG 2 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 2 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-22 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-23 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-24 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-25 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-26 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1  

 
 

 
 

 
 

F-17-27 
 

BLDG 3 
 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
F-17 

 
A 

 
MAR 

 
F-17-28 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-29 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-30 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-31 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-32 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-33 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-34 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-35 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-36 

 
BLDG 3 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-37 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1 
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(CODED & UNCODED) 

 
 

 
 

 
 

 
F-17-38 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1 

 
 

         
   

F-17-39 
 

BLDG 4 
 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

B   
NONE 

 
1 

 

 
 

 
 

 
 

 
F-17-40 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 
 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1 

 
 

 
F-17 

 
A 

 
MAR 

 
F-17-41 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-42 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-43 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-44 

 
BLDG 5 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 5 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-45 

 
BLDG 5 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 5 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-46 

 
BLDG 5 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 5 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-47 

 
BLDG 5 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 5 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-48 

 
BLDG 5 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 5 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-49 

 
BLDG 5 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 5 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-50 

 
BLDG 5 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 5 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-51 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-52 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

  
NONE 

 
1 

 
 

 
   

 
F-17-53 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 
 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 

 
1  

  
F-17 

 
 

 
 

 
F-17-54 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1  

   
 

F-17-55 
 

BLDG 4 MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

HONEYWELL CODED 
 

BLDG 4 
 

NONE 
 

1  

 
 

 
 

 
 

 
F-17-56 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-57 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-58 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-59 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-17-60 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-61 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-62 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1  

 
 

 
 

 
 

 
F-17-63 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1  
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F-17-64 

 
BLDG 4 

 
MANUAL FIRE ALARM SYSTEMS 
(CODED & UNCODED) 

 
HONEYWELL 

 
CODED 

 
BLDG 4 

 
NONE 

 
1  

 
F-18 

 
1/2 AUG 

 
F-18-01 

 
NORTH WALL BLDG 1 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
18" X 12" 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-02 

 
SOUTH WALL BLDG 1 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
36" X 12" 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-03 

 
CORRIDOR BLDG 1 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
24" X 24" 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-04 

 
CORRIDOR BLDG 1 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
24" X 24" 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-05 

 
CORRIDOR BLDG 1 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
24" X 24" 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-06 

 
CORRIDOR BLDG 1 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
12" ROUND 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-07 

 
CORRIDOR BLDG 1 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
12" ROUND 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-08 

 
CORRIDOR BLDG 1 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
12" ROUND 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-09 

 
CORRIDOR BLDG 1 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
12" ROUND 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-10 

 
CORRIDOR BLDG 1 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
12" ROUND 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-11 

 
CORRIDOR BLDG 1 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
12" ROUND 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-12 

 
CORRIDOR BLDG 1 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
9" ROUND 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-13 

 
CORRIDOR BLDG 1 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
9" ROUND 

 
BLDG 1 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-14 

 
CORRIDOR BLDG 3 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
10' X 2' 

 
BLDG 3 

 
NONE 

 
1 

 
 

 
   

 
F-18-15 

 
CORRIDOR BLDG 5 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
6' X 3' 

 
BLDG 5 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-16 

 
CORRIDOR BLDG 5 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
2' X 1' 

 
BLDG 5 

 
NONE 

 
1 

 
 

 
F-18 

 
 

 
 

 
F-18-17 

 
CORRIDOR BLDG 5 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
2' X 1' 

 
COMP RM 5 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-18 

 
CORRIDOR BLDG 5 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
2' X 1' 

 
COMP RMS 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-19 

 
CORRIDOR BLDG 5 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
2' X 1' 

 
COMP RMS 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-20 

 
CORRIDOR BLDG 5 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
2' X 1' 

 
COMP RMS 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-21 

 
CORRIDOR BLDG 5 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
2' X 1' 

 
COMP RMS 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-22 

 
CORRIDOR BLDG 5 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
2' X 1' 

 
COMP RMS 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-23 

 
CORRIDOR BLDG 5 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
2' X 1' 

 
COMP RMS 

 
NONE 

 
1 

 
 

 
 

 
 

 
 

 
F-18-24 

 
CORRIDOR BLDG 5 

 
FIRE AND SMOKE DAMPERS 
(IN HVAC SYSTEMS) 

 
 

 
2' X 1' 

 
COMP RMS 

 
NONE 

 
1 

 
 

 
 
 



 
  



  
MWI  

GUIDE  

 
 

F 

 
SCHEDULED 

MONTH(S) 

 
EQUIP 

NO. 

 
EQUIPMENT 
LOCATION 

 
EQUIPMENT 

DESCRIPTION 

 
 

MANUFACTURER 

 
 

SIZE 

 
SERVICE 

LOCATION 

 
ASSOCIATED 
EQUIPMENT 

 
 

QTY

 
 

REMARKS 
 
M-03A 

 
A 

 
OCT 

 
M-03A-09 

 
PH 2 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #F-1325-04-171 

 
US ELECTRIC 

 
7.5 HP 

1800 RPM 
230/460V 

 
 

 
A-11C-06 

RF 2-4 

 
1 

 
Tagged M-03B-23 
Should be M-03A-09 

 
 

 
 

 
 

 
M-03A-10 

 
PH 4 

BLDG 4 

 
MOTORS (1 TO 7.5 HP) 
Mod #F-452-00-17 

 
US ELECTRIC 

 
3 HP, 1740RPM

230/460V 
3 PH 

 
 

 
RF 4-1 

ACU 4-1 
A-11C-01 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-11 

 
PH 4 

BLDG 4 

 
MOTORS (1 TO 7.5 HP) 
Mod #F-3466-00-171 

 
US ELECTRIC 

 
5 HP, 1730RPM

230/460V 

 
 

 
RF 4-2 

ACU 4-2 
A-11C-02 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-12 

 
BOILER ROOM 

BLDG 5 

 
MOTORS (1 TO 7.5 HP) 
Mod #F-3466-00-172 

 
US ELECTRIC 

 
5 HP, 1800RPM

230/460V 

 
 

 
AHU 5-3 
A-11B-02 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-13 

 
BOILER ROOM 

BLDG 5 

 
MOTORS (1 TO 7.5 HP) 
Mod #F-3466-00-171 

 
US ELECTRIC 

 
5 HP, 1800RPM

230/460V 

 
 

 
AHU 5-2 
A-11B-01 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-14 

 
BOILER ROOM 

BLDG 5 

 
MOTORS (1 TO 7.5 HP) 
Mod #4433 

 
US ELECTRIC 

 
1.5 HP 

1800 RPM 
230/460V 

 
 

 
AHU 5-4 
A-11B-03 

 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-27 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #M3615T, Serial #F387 

 
BALDOR 

 
5 HP, 1740RPM
230/460V, 3PH

 
 

 
A-03-01 

A-11A-20 (CRAC 7) 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-28 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #     , Serial #2489158 

 
LINCOLN 

 
5 HP, 1740RPM
230/460V, 3PH

 
 

 
A-03-01 

A-11A-20 (CRAC 7) 

 
1  

 
 

 
 

 
 

 
M-03A-29 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #     , Serial #2489310 

 
LINCOLN 

 
5 HP, 1740RPM
230/460V, 3PH

 
 

 
A-03-02 

A-11A-21 (CRAC 8) 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-30 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #     , Serial #2489306 

 
LINCOLN 

 
5 HP, 1740RPM
230/460V, 3PH

 
 

 
A-03-02 

A-11A-21 (CRAC 8) 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-31 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #     , Serial #2489297 

 
LINCOLN 

 
5 HP, 1740RPM
230/460V, 3PH

 
 

 
A-03-03 

A-11A-22 (CRAC 9) 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-32 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #     , Serial #2501001 

 
LINCOLN 

 
5 HP, 1740RPM
230/460V, 3PH

 
 

 
A-03-03 

A-11A-22 (CRAC 9) 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-33 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #     , Serial #2489308 

 
LINCOLN 

 
5 HP, 1740RPM
230/460V, 3PH

 
 

 
A-03-04 

A-11A-23 (CRAC 10) 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-34 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #     , Serial #2501003 

 
LINCOLN 

 
5 HP, 1740RPM
230/460V, 3PH

 
 

 
A-03-04 

A-11A-23 (CRAC 10) 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-35 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #     , Serial #2489269 
 

 
LINCOLN 

 
5 HP, 1740RPM
230/460V, 3PH

 
 

 
A-03-05 

A-11A-24 (CRAC 11) 

 
1 

 
 

   
 
M-03A-36 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #     , Serial #2489309 

 
LINCOLN 

 
5 HP, 1740RPM
230/460V, 3PH

 
 

 
A-03-05 

A-11A-24 (CRAC 11) 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-37 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #     , Serial #2501004 

 
LINCOLN 

 
5 HP, 1740RPM
230/460V, 3PH

 
 

 
A-03-06 

A-11A-25 (CRAC 12) 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-38 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #     , Serial #2501021 

 
LINCOLN 

 
5 HP, 1740RPM
230/460V, 3PH

 
 

 
A-03-06 

A-11A-25 (CRAC 12) 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-39 

 
COMPUTER ROOM 5 

A/C SHOP BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #M3311T, Serial #F688 

 
BALDOR 

 
5 HP, 1740RPM
230/460V, 3PH

 
 

 
A-07B-11 (CRAC 31) 

A-09A-01 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-40 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #M3311T, Serial #F388 

 
BALDOR 

 
7.5HP 

1725RPM 
230/460V, 3PH

 
TAPE 

LIBRARY 

 
A-07B-12 (CRAC 32) 

A-09A-12 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-41  

 
MOTORS (1 TO 7.5 HP) 
Mod #M3559, Serial #F1284 

 
BALDOR 

 
3 HP, 3450RPM
230/460V, 3PH

 
  

 
 

 
Removed 7/25/01 
To be used as back up motor 

 
 

 
 

 
 

 
M-03A-42  

 
MOTORS (1 TO 7.5 HP) 
Mod #M3311T, Serial # 

 
BALDOR 

 
3 HP, 3450RPM

230/460V 

 
   

 
Removed 7/25/01 
To be used as back up motor 

   
 
M-03A-43  

 
MOTORS (1 TO 7.5 HP) 
Mod #M3311T, Serial # 

 
BALDOR 

 
3 HP, 3450RPM

230/460V 

 
 

 
A-03-17 

A-11A-30 (CRAC 17) 
 

 
UNIT OUT OF ORDER 

 
MWI  

 
 

 
SCHEDULED 

 
EQUIP 

 
EQUIPMENT 

 
EQUIPMENT 

 
 

 
 

 
SERVICE 

 
ASSOCIATED 

 
 

 
 



GUIDE  F MONTH(S) NO. LOCATION DESCRIPTION MANUFACTURER SIZE LOCATION EQUIPMENT QTY REMARKS 
M-03A A OCT 

 
M-03A-44 

 
COMPUTER ROOM 4 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #M3311T, Serial # 

 
BALDOR 

 
3 HP, 3450RPM

230/460V 

 
 

 
A-03-18 

A-11A-31 (CRAC 18) 

 
1 

 
 

   M-03A-45 FIRE PUMP ROOM 
BLDG 5 

MOTORS (1 TO 7.5 HP) 
Mod #    , Serial # 

JAUZZ 5 HP 
 

 
 

 
 

1 
 
 

 
 

 
 

 
 

 
M-03A-46 

 
PH 3 

BLDG 3 

 
MOTORS (1 TO 7.5 HP) 
Mod #E5208-00-170, Serial # 

 
US ELECTRIC 

 
2 HP, 1735RPM

230/460V 

 
 

 
 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-47 

 
COMPUTER ROOM 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #M3311T, Serial #F1187 

 
BALDOR 

 
3 HP, 1725RPM

230/460V 

 
TAPE 

LIBRARY 

 
 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-48 

 
COMPUTER ROOM 2 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #P564511B4, Serial # 

 
A.O. SMITH 

 
3 HP, 1725RPM

230/460V 

 
LASER PRINT 

ROOM 

 
A-03-07 

A-11A-26 (CRAC 13) 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-49 

 
COMPUTER ROOM 2 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #SF184TDR73052DC, Serial # 

 
MARATHON 

 
7.5 HP 

3470 RPM 
230/460V 

 
LASER PRINT 

ROOM 

 
A-03-07 

A-11A-26 (CRAC 13) 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-50 

 
COOLING TOWER 1 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #DC801035-195, Serial # 

 
US ELECTRIC 

 
7.5 HP 

 
 

 
C-09B-01 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-51 

 
COOLING TOWER 2 

BLDG 2 

 
MOTORS (1 TO 7.5 HP) 
Mod #DC801035-195, Serial # 

 
US ELECTRIC 

 
7.5 HP 

 
 

 
C-09B-02 

 
1 

 
 

 
 

 
 

 
 

 
M-03A-52 

 
NW SIDE PH 1 

BLDG 1 

 
MOTORS (1 TO 7.5 HP) 
Mod #2M978, Serial #F-9240-04-J78 

 
DAYTON 

 
7.5 HP 

1740RPM 
230/460, 3 PH 

 
 

 
A-01-07 
A-04-01 

 
1 

 
 

 
M-03B 

 
A 

 
FEB 

 
M-03B-01 

 
PH 4 

BLDG 4 

 
MOTORS (7.6 TO 50 HP) 
Mod #R-X207-00-270 
Serial # 

 
US ELECTRIC 

 
20HP 

1750 RPM 
2230/460V 

 
 

 
A-11C-1 
SF 4-1 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-02 

 
PH 4 

BLDG 4 

 
MOTORS (7.6 TO 50 HP) 
Mod #5K284A1205D 
Serial # 

 
GE 

 
25 HP 

1765 RPM 
230/460V 

 
 

 
A-11C-2 
SF 4-2 

 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-04 

 
PH 5 

BLDG 5 

 
MOTORS (7.6 TO 50 HP) 
Mod #R-1337-04-171 
Serial # 

 
US ELECTRIC 

 
15 HP 

1750 RPM 
230/460V 

 
 

 
A-11C-4 
SF 5-1 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-05 

 
PH 2 

BLDG 2 

 
MOTORS (7.6 TO 50 HP) 
Mod #5K284AL205C 

 
GE 

 
25 HP 

1770RPM 
230/460V 

 
 

 
A-11C-03 

SF 2-4 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-06 

 
PH 1 

BLDG 1 

 
MOTORS (7.6 TO 50 HP) 
Mod #R-4918-00-171 

 
US ELECTRIC 

 
40 HP 

1770 RPM 
230/460V 

 
 

 
A-11D-02 

SF 1-1 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-07 

 
PH 1 

BLDG 1 

 
MOTORS (7.6 TO 50 HP) 
Mod #R-4918-00-038 

 
US ELECTRIC 

 
40 HP 

1770 RPM 
230/460V 

 
 

 
A-11D-03 

SF 1-2 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-08 

 
PH 1 

BLDG 1 

 
MOTORS (7.6 TO 50 HP) 
Mod #F-1338-03-171 

 
US ELECTRIC 

 
20 HP 

1765 RPM 
230/460V 

 
 

 
A-11E-01 
RF 1-1-2 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-09 

 
PH 2 

BLDG 2 

 
MOTORS (7.6 TO 50 HP) 
Mod #R-1716-02-17 

 
US ELECTRIC 

 
50 HP 

1765 RPM 
230/460V 

 
 

 
A-11E-02 

SF 2-1 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-10 

 
PH 2 

BLDG 2 

 
MOTORS (7.6 TO 50 HP) 
Mod #5K254AL205D 

 
GE 

 
15 HP 

1760 RPM 
230/460V 

 
 

 
A-11D-04 

RF 2-1 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-11 

 
PH 2 

BLDG 2 

 
MOTORS (7.6 TO 50 HP) 
Mod #5KS324AL2054A 

 
GE 

 
40 HP 

1780 RPM 
230/460V 

 
 

 
A-11D-05 

SF 2-2 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-12 

 
PH 2 

BLDG 2 
 

 
MOTORS (7.6 TO 50 HP) 
Mod #F-1327-05-171 

 
US ELECTRIC 

 
10 HP 

1750 RPM 
230/460V 

 
 

 
A-11D-06 

RF 2-2 

 
1 

 
 

   
 
M-03B-13 

 
PH 2 

BLDG 2 

 
MOTORS (7.6 TO 50 HP) 
Mod #5KS324AL205A 

 
GE 

 
40 HP 

1750 RPM 
230/460V 

 
 

 
A-11D-07 

SF 2-3 

 
1 
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F 
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EQUIPMENT 

DESCRIPTION 

 
 

MANUFACTURER 

 
 

SIZE 

 
SERVICE 

LOCATION 

 
ASSOCIATED 
EQUIPMENT 

 
 

QTY

 
 

REMARKS 
            



M-03B A FEB M-03B-14 PH 2 
BLDG 2 

MOTORS (7.6 TO 50 HP) 
Mod #SK2215AL205C 

GE 10 HP 
1745 RPM 
230/460V 

 A-11D-08 
RF 2-3 

1  

   
 
M-03B-16 

 
PH 3 

BLDG 3 

 
MOTORS (7.6 TO 50 HP) 
Mod #R-1337-04-171 
Serial # 

 
US ELECTRIC 

 
15 HP 

1750 RPM 
230/460V 

 
 

 
A-11D-09 

RF 3-1 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-17 

 
PH 3 

BLDG 3 

 
MOTORS (7.6 TO 50 HP) 
Mod #5K5326AL205B 
Serial # 

 
GE 

 
50 HP 

1780 RPM 
230/460V 

 
 

 
A-11E-04 

SF 3-2 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-18 

 
PH 3 

BLDG 3 

 
MOTORS (7.6 TO 50 HP) 
Mod #5K5215AL205 
Serial # 

 
GE 

 
10 HP 

1750 RPM 
230/460V 

 
 

 
A-11D-10 

RF 3-2 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-19 

 
COOLING TOWER 1 

ROOF BLDG 2 

 
MOTORS (7.6 TO 50 HP) 
Mod # M11211T 
Serial  # 39D101X17 

 
BALDOR 

 
15 HP 

 
 

 
C-09C-01 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-20 

 
COOLING TOWER 1 

ROOF BLDG 2 

 
MOTORS (7.6 TO 50 HP) 
Mod # M1209T 
Serial #37B01W656 

BALDOR 
 

15 HP 
 

 
 

C-09C-01 
 

1 
 
 

   
 
M-03B-21 

 
BOILER ROOM 

BLDG 5 

 
MOTORS (7.6 TO 50 HP) 
Serial #39D101X17 

BALDOR  
 

 
 

A-04-07 
 

1 
 
NEW  - DON’T MATCH 

 
 

 
 

 
 

 
M-03B-22 

 
EASTSIDE PH 2 

BLDG 2 

 
MOTORS (7.6 TO 50 HP) 

 
 

 
7.5 HP 

 
 

 
P-04A-01 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-23 

 
EASTSIDE PH 2 

BLDG 2 

 
MOTORS (7.6 TO 50 HP) 

 
 

 
7.5 HP 

 
 

 
P-04A-02 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-24 

 
EASTSIDE PH 2 

BLDG 2 

 
MOTORS (7.6 TO 50 HP) 

 
 

 
 

 
 

 
P-04A-03 

 
1 

 
 

 
 

 
 

 
 

 
M-03B-25 

 
EASTSIDE PH 2 

BLDG 2 

 
MOTORS (7.6 TO 50 HP) 

 
 

 
 

 
 

 
P-04A-04 

 
1 

 
 

 
M-03C 

 
A 

 
APR 

 
M-03C-01 

 
BOILER ROOM 

BLDG 5 

 
MOTORS (OVER 50 HP) 
Mod #9450/P05P0G3R041R-27 

 
US ELECTRIC 

 
100 HP 

1745 RPM 
230/460V, 3 PH

 
 

 
HWP-1 

 
1 

 
 

 
 

 
 

 
 

 
M-03C-02 

 
BOILER ROOM 

BLDG 5 

 
MOTORS (OVER 50 HP) 
Mod #5K404AK233B1 
Serial #DF204055 

 
GE 

 
100 HP 

230/460V 
3 PH 

 
 

 
HWP-2 

 
1 

 
 

 
 

 
 

 
 

 
M-03C-03 

 
NEAR ROLL-UP 

CHILLER RM BLDG 5 

 
MOTORS (OVER 50 HP) 
Mod #5K364AK222, Serial #JF404012 
Chilled Water Supply 
 

 
GE 

 
60 HP 

1770 RPM 
230/460V, 3 PH

 
 

 
CWP-1 

 
1 

 
 

   
 
M-03C-04 

 
NEAR ROLL-UP 

CHILLER RM BLDG 5 

 
MOTORS (OVER 50 HP) 
Mod #5K364AK222, Serial #JFH13017 
Chilled Water Supply 

 
GE 

 
60 HP 

1770 RPM 
230/460V, 3 PH

 
 

 
CWP-2 

 
1 

 
 

 
 

 
 

 
 

 
M-03C-05 

 
NEAR ROLL-UP 

CHILLER RM BLDG 5 

 
MOTORS (OVER 50 HP) 
Mod #5K365YK2052, Ser #KN-444017 
Chilled Water Supply 

 
GE 

 
75 HP 

17775 RPM 
230/460V 

 
 

 
CWP-3 

BOOSTER 

 
1 

 
 

   
 
M-03C-06 

 
COOLING TOWER 2 

BLDG 5 

 
MOTORS (OVER 50 HP) 
Mod # 
Serial # 

 
US MOTORS 

 
60 HP 

1785 RPM 
 

 
 

 
C-09C-02 

 
1 

 
Excessed 5/5/04 

 
 

 
 

 
 

 
M-03C-07 

 
COOLING TOWER 1 

BLDG 5 

 
MOTORS (OVER 50 HP) 
Mod # 
Serial # 

 
US MOTORS 

 
 75HP 

1785 RPM 
 

 
 

 
C-09C-01 

 
1 

 
 

                  

   
M-03C-08 

 
PH 3 

BLDG 3 

 
MOTORS (OVER 50 HP) 
Mod # 
Serial #c0010275150 
 
 
 

BALDOR 
 

75 HP 
 

   
1 

 
NOT COUNTED BEFORE 
REPLACED M-3B-15    1/01 
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M-03C 

 
 
A 

 
 

APR 
M-03C-09 

 
COOLING TOWER 3 

BLDG 5 

 
MOTORS (OVER 50 HP) 
Mod # 

 
US MOTORS 

 
60 HP 

1785 RPM 

  
C-09C-03 

 
1 

 
NOT COUNTED BEFORE 



Serial #  
 
P-04A 

 
A 

 
APR 

 
P-04A-01 

 
EASTSIDE PH 2 

BLDG 2 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod #G-4BB-93-8BF 
CRP-1 

 
BELL & GROSSETT 

 
15 HP 

1770 RPM 
230/460V 

 
 

 
M-03B-22 

 
1 

 
 

 
 

 
 

 
 

 
P-04A-02 

 
EASTSIDE PH 2 

BLDG 2 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod #G-4BB-93-8FB 
CRP-2 

 
BELL & GROSSETT 

 
15 HP 

1770 RPM 
230/460V 

 
 

 
M-03B-23 

 
1 

 
 

 
 

 
 

 
 

 
P-04A-03 

 
EASTSIDE PH 2 

BLDG 2 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod #5BC-85-8BF 
CRP-3 

 
BELL & GROSSETT 

 
20 HP 

1765 RPM 
460V 

 
 

 
M-03B-24 

 
1 

 
 

 
 

 
 

 
 

 
P-04A-04 

 
EASTSIDE PH 2 

BLDG 2 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod #5BC-85-8BF 
CRP-4 

 
BELL & GROSSETT 

 
20 HP 

1765 RPM 
460V 

 
 

 
M-03B-25 

 
1 

 
 

 
 

 
 

 
 

 
P-04A-05 

 
PH 2 

BLDG 2 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod #4-AC-61-4BF 
Serial # 

 
BELL & GROSSETT 

 
5 HP 

1740 RPM 
230/460V 

 
CRP 5 

AJAX BOILER

 
 

 
1 

 
 

 
 

 
 

 
 

 
P-04A-06 

 
PH 2 

BLDG 2 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod #4-AC-61-4BF 
Serial # 

 
BELL & GROSSETT 

 
5 HP 

1740 RPM 
230/460V 

 
CRP 6 

AJAX BOILER

 
 

 
1 

 
 

 
 

 
 

 
 

 
P-04A-07 

 
PH 2 

BLDG 2 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod #4E-101-4BF 
Serial # 

 
BELL & GROSSETT 

 
5 HP 

1175 RPM 
230/460V 

 
CRP 7 
HEAT 

RECOVERY 

 
 

 
1 

 
 

 
 

 
 

 
 

 
P-04A-08 

 
PH 2 

BLDG 2 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod #3AB-57-8BF 
Serial # 

 
BELL & GROSSETT 

 
5 HP 

1730 RPM 
460V 

 
CRP 8 

WINTER COOL

 
 

 
1 

 
 

  
 

 
 
P-04A-09 

 
PH 2 

BLDG 2 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod #CNFE104 
Serial #Y489273 

 
WORTHINGTON 

 
3 HP 

1750 RPM 
230/460V 

 
CRP 9 

AJAX BOILER  
 WINTER 

COOL 

 
 

 
1 

 
 

 
 

 
 

 
 

 
P-04A-10 

 
BOILER ROOM 

BLDG 5 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod #11-30955 (320PGM), JP 

 
BALDOR 

 
5 HP 

3450 RPM 

 
     CRP 10      

LANDSCAPE, 
SPRINKLER 

SYSTEM 

 
 

 
1 

 
 

 
 

 
 

 
 

 
P-04A-11 

 
FIRE PUMP ROOM 

BLD 5 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod #6-313342, Stockton Pump 
Serial #182TPZ 

 
CENTURY 

 
5 HP 

3500 RPM 
230/460V 

 
FIRE PUMP 

 
 

 
1 

 
 

 
 

 
 

 
 

 
P-04A-12 

 
BOILER ROOM 

BLDG 5 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod #ACE500-3, Booster Pump 
Serial # 

 
 

 
5 HP 

3480 RPM 

 
CITY WATER 

TO BLDG 

 
 

 
1 

 
 

 
P-04A 

 
A 

 
APR 

 
P-04A-13 

 
PH 3 

BLDG 3 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod # 
Serial #J93B65360 

 
 

 
7.5 HP 

1725 RPM 
230/460V 

 
 

 
 

 
1 

 
 

   
 
P-04A-14 

 
BOILER ROOM 

BLDG 5 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod# EM 23337  Ser # 1195C-4Q5 

 
Baldor 

 
 

 
 

 
 

 
1 

 
NOT COUNTED BEFORE 

 
 

 
  

 
P-04A-15 

 
BOILER ROOM 

BLDG 5 

 
PUMP, CENTRIFUGAL (1 TO 24 HP) 
Mod# EM2333T  Ser # 396C-47 

 
Baldor 

 
 

 
 

 
 

 
1 

 
NOT COUNTED BEFORE 

P-04B A 
 

MAY 
 
P-04B-01 

 
BOILER ROOM 

BLDG 5 

 
PUMP, CENTRIFUGAL (25 TO 100 HP)
Mod #JRB49899 
Serial #10601557500011922 

 
WORTHINGTON 

 
75 HP 

1775 RPM 
230/460V 

 
CWP-1 

 
M-03C-05 

 
1 

 
 

 
 

 
 

 
 
P-04B-02 

 
BOILER ROOM 

BLDG 5 

 
PUMP, CENTRIFUGAL (25 TO 100 HP)
Mod #6CNFE104, Serial #Y489275-A 
 
 

 
WORTHINGTON 

 
60 HP 

1770 RPM 
230/460V 

 
CWP-2 

 
M-03C-04 

 
1 
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P-04B 

 
A 

 
MAY 

 
P-04B-03 

 
BOILER ROOM 

BLDG 5 

 
PUMP, CENTRIFUGAL (25 TO 100 HP)
Mod #6CNFE104, Serial #Y489275 

 
WORTHINGTON 

 
60 HP 

1770 RPM 
230/460V 

 
CWP-1 

 
M-03C-03 

 
1 

 
 

 
 

 
 

 
 

 
P-04B-04 

 
BOILER ROOM 

 
PUMP, CENTRIFUGAL (25 TO 100 HP)

 
WORTHINGTON 

 
100 HP 

 
HW-1 

 
M-03C-01 

 
1 

 
 



BLDG 5 Mod #BLR-12, Serial #769475 1775 RPM 
230/460V 

 
 

 
 

 
 

 
P-04B-05 

 
BOILER ROOM 

BLDG 5 

 
PUMP, CENTRIFUGAL (25 TO 100 HP)
Mod #BLR-12B, Serial #850105 

 
WORTHINGTON 

 
100 HP 

1775 RPM 
230/460 V 

 
HWP-2 

 
M-03C-02 

 
1 

 
 

 
 

 
 

JAN 
 
P-04B-06 

 
MAIN COOLING TOWER

BLDG 5 

 
PUMP, CENTRIFUGAL (25-100P) 
Mod #AS79, Serial #G09-AS79-M 

 
BELL & GOSSETT 

 
75 HP 

 
#1 CCT 

 
M-03C-07 

 

 
1 

 
Horizontal split case Pump 
New 1/04 Cooling Tower 
Replacement Project 

 
 

 
 

 
 

 
P-04B-07 

 
MAIN COOLING TOWER

BLDG 5 

 
PUMP, CENTRIFUGAL (25-100) 
Mod #AT-44, Serial #H60P2B G11-
ATT4H 

 
BELL & GOSSETT 

 
75 HP 

 
#2 CCT 

 
M-03C-06 

 

 
1 New 1/04 Cooling Tower 

Replacement Project 
             

   
P-04B-08 

 
MAIN COOLING TOWER

BLDG 5 

 
PUMP, CENTRIFUGAL (25-100) 
Mod #AT-44, Serial #G11-ATT4H 

 
BELL & GOSSETT 

 
75 HP 

 
#3 CCT 

 
M-03C-06 

 

 
1 New 1/04 Cooling Tower 

Replacement Project 
 
R-04D 

 
A 

 
MAR 

 
R-04D-01 

 
PH 3 

BLDG 3 

 
CENTRAL CHILLED WATER PKG 
UNIT (76 to 100 TON) Comfort Cooling 
M#CGACC801RNNNJJ42MK3GWF519

 
TRANE 

 
80 TON 

 
 

 
 

 
1 

 
 

 
R-05E 

 
A 

 
JAN 

 
R-05D-01 

 
BOILER ROOM 

BLDG 5 

 
REFRIGERATION MACHINE - 
CENTRIFUGAL (501 to 750 TON) 
Mod #YDTK-144, Serial #751308 

 
YORK 

 
1000 TON 

 
ALL BLDGS 

 
R-08 

V-06-05 
V-06-06 

 
1 

 
 

  
 

NOV 
 
R-05D-02 

 
BOILER ROOM 

BLDG 5 

 
REFRIGERATION MACHINE - 
CENTRIFUGAL (751 TO 1000 TON) 
Mod #CVHE071, Serial #L86G39656E 

 
TRANE 

 
750 TON 

 
 

 
V-06-07 

 
1 

 
 

 
  

 
DEC 

 
R-05D-03 

 
BOILER ROOM 

BLDG 5 

 
REFRIGERATION MACHINE - 
CENTRIFUGAL (751 TO 1000 TON) 
Mod #CVHE071, Serial #L86G39655E 

 
TRANE 

 
750 TON 

 
 

 
V-06-08 

 

 
1 

 
 

 
R-06A 

 
A 

 
NOV 

 
R-06A-01 

 
COMPUTER ROOM 5 

BLDG 2 

 
REFRIGERATION MACHINE - 
RECIPROCATING (UP TO 50 TON) 
Mod #DADC-3034, Serial #91-132-6-A 

 
DATA AIRE 

 
20 TON 

 
 

 
 

 
1 

 
 

 
R-06B 

 
A 

 
NOV 

 
R-06B-01 

 
EASTSIDE PH 2 

BLDG 2 

 
REFRIGERATION MACHINE - 
RECIPROCATING (OVER 50 TON) 
Mod #2E5R88, Serial #85J3TAO 

 
TRANE 

 
100 TON 

 
COMPUTER    

      RMS        
1-4 

 
V-05-19 (3) 

 
1 

 
CRCH-1 

 
 

 
 

 
 

 
R-06B-02 

 
EASTSIDE PH 2 

BLDG 2 

 
REFRIGERATION MACHINE - 
RECIPROCATING (OVER 50 TON) 
Mod #2E5R81N, Serial #N3J00U7390 

 
TRANE 

 
100 TON 

 
COMPUTER    

      RMS        
1-4 

 
V-05-20 (3) 

 
1 

 
CRCH-2 

 
 

 
 

 
 

 
R-06B-03 

 
 EASTSIDE PH 2 

BLDG 2 

 
REFRIGERATION MACHINE - 
RECIPROCATING (OVER 50 TON) 
Mod #2E5J81N, Serial #A1E08Z2820 
 

 
TRANE 

 
100 TON 

 
COMPUTER    

      RMS        
1-4 

 
V-05-21 (3) 

 
1 

 
CRCH-3 

 
R-06B 

 
A 

 
NOV 

 
R-06B-04 

 
EASTSIDE PH 2 

BLDG 2 

 
REFRIGERATION MACHINE - 
RECIPROCATING (OVER 50 TON) 
Mod #2E5J81N, Serial #A1G08Z3568 

 
TRANE 

 
100 TON 

 
COMPUTER    

      RMS        
1-4 

 
V-05-22 (3) 

 
1 

 
CRCH-4 

   
 
R-06B-05 

 
EASTSIDE PH 2 

BLDG 2 

 
REFRIGERATION MACHINE - 
RECIPROCATING (OVER 50 TON) 
Mod #2E5J81N, Serial #A1E08Z2823 

 
 

 
 

 
 

 
None  

 
Spare for CRCH-1 to 4 
NOT IN USE 

 
R-14 

 
A 

 
APR 

 
R-14-01 

 
BOILER ROOM 

BLDG 5 

 
HIGH EFFICIENCY PURGE UNIT 

 
 

 
 

 
 

 
R-05E-01 

 
1 

 
 

 
 

 
A 

 
 

 
R-14-02 

 
BOILER ROOM 

BLDG 5 

 
HIGH EFFICIENCY PURGE UNIT 

 
 

 
 

 
 

 
R-05E-02 

 
1 

 
 

 
 

 
A 

 
 

 
R-14-03 

 
BOILER ROOM 

BLDG 5 

 
HIGH EFFICIENCY PURGE UNIT 
 
 

 
 

 
 

 
 

 
R-05E-03 

 
1 
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V-02 

 
M 

 
MONTHLY 

 
V-02-01 

 
BOILER ROOM 

BLDG 5 

 
VALVE , SAFETY RELIEF 

 
ITT 

 
 

 
 

 
B-02A-01 

SEMINOLE 

 
2 

 
 

 
 

 
 

 
 

 
V-02-02 

 
BOILER ROOM 

BLDG 5 

 
VALVE, SAFETY RELIEF 

 
ITT 

 
 

 
 

 
B-02A-02 

SEMINOLE 

 
2 

 
 

   
 

V-02-03 
 

PH 2 
 
VALVE, SAFETY RELIEF 

 
 

 
 

 
 

 
B-02B-01 

 
2 

 
 



BLDG 2 AJAX 
 
V-03 

 
A 

 
NOV 

 
V-03-01 

 
PH 1 

BLDG 1 

 
VALVE, REGULATING 

 
 

 
 

 
 

 
AHU 1-1 
AHU 1-2 

 
4 

 
 

   
 

V-03-02 
 

PH 2 
BLDG 2 

 
VALVE, REGULATING 

 
 

 
 

 
 

 
AHU 2-1, 2-2, 2-3, 2-4

 
11 

 
 

   
 

V-03-03 
 

PH 3 
BLDG 3 

 
VALVE, REGULATING 

 
 

 
 

 
 

 
AHU 3-1 & 3-2 

 
6 

 
 

 
 

 
 

 
 

 
V-03-04 

 
PH 4 

BLDG 4 

 
VALVE, REGULATING 

 
 

 
 

 
 

 
AHU 4-1 & 4-2 

 
4 

 
 

 
 

 
 

 
 

 
V-03-05 

 
PH 5 

BLDG 5 

 
VALVE, REGULATING 

 
 

 
 

 
 

 
AHU 5-1 

 
3 

 
 

 
 

 
 

 
 

 
V-03-06 

 
TOWER AREA 

BLDG 5 

 
VALVE, REGULATING 

 
 

 
 

 
 

 
TOWERS 1 & 2 

 
8 

 
 

 
V-04 

 
M 

 
MONTHLY 

 
V-04-01 

 
FIRE PUMP ROOM 

BLDG 5 

 
VALVES, FIRE SYSTEM-PRESSURE 
REGULATING TYPE 

 
 

 
 

 
 

 
 

 
 

 
 

 
V-05 

 
A 

 
MAR 

 
V-05-01 

 
BOILER ROOM 

BLDG 5 

 
VALVE, MANUALLY OPERATED 

 
 

 
12-INCH 

 
HOT WATER 
MAIN LINES 

 
 

 
6 

 
 

   
 

V-05-02 
 

BOILER ROOM 
BLDG 5 

 
VALVE, MANUALLY OPERATED 

 
 

 
12-INCH 

 
CHILLED 

WATER MAIN 
LINES 

 
 

 
6 

 
 

   
 

V-05-03 
 

BOILER ROOM 
BLDG 5 

 
VALVE, MANUALLY OPERATED 

 
 

 
12-INCH 

 
HOT WATER 
MAIN LINES 

BY-PASS 

 
 

 
6 

 
 

 
 

 
 

 
 V-05-04 BOILER ROOM 

BLDG 5 
VALVE, MANUALLY OPERATED 
Boiler Valves 

 
 12-INCH BOILER 

VALVES 
B-02A-01 6 

 
 

 
 

  
 

V-05-05 
 

BOILER ROOM 
BLDG 5 

 
VALVE, MANUALLY OPERATED 
Boiler Valves 

 
 

 
12-INCH 

 
HOT WATER 
MAIN LINES 

 
B-02A-02 

 
6 

 
 

 
 

 
 

 
 

 
V-05-06 

 
BOILER ROOM 

BLDG 5 

 
VALVE, MANUALLY OPERATED 
Chilled Water Pump Valves 

 
 

 
10-INCH 

 
MAIN LINES 

 

 
 

 
6 

 
 

 
 

 
 

 
 

 
V-05-07 

 
BOILER ROOM 

BLDG 5 

 
VALVE, MANUALLY OPERATED 
Hot Water Loop 

 
 

 
10-INCH 

 
MAIN LINES 

 
 

 
6 

 
 

 
 

 
 

 
 

 
V-05-08 

 
PH 1 

BLDG 1 

 
VALVE, MANUALLY OPERATED 
Hot/Chilled Water Valves 

 
 

 
3-INCH 

 
MAIN LINES 

 
AHU 1-1 

 
4 

 
 

 
 

 
 

 
 

 
V-05-09 

 
PH 1 

BLDG 1 

 
VALVE, MANUALLY OPERATED 
Hot/Chilled Water Valves 
 

 
 

 
10-INCH 

 
MAIN LINES 

 
AHU 1-2 

 
4 

 
 

 
V-5 

 
A 

 
MAR 

 
V-05-10 

 
PH 2 

BLDG 2 

 
VALVE, MANUALLY OPERATED 
Hot/Chilled Water Valves 

 
 

 
3-INCH 

 
MAIN LINES 

 
AHU 2-1 

 
4 

 
 

 
 

 
 

 
 

 
V-05-11 

 
PH 2 

BLDG 2 

 
VALVE, MANUALLY OPERATED 

 
 

 
3-INCH 

 
MAIN LINES 

 
AHU 2-2 

 
1 

 
 

 
 

 
 

 
 

 
V-05-12 

 
PH 2 

BLDG 2 

 
VALVE, MANUALLY OPERATED 
 

 
 

 
3-INCH 

 
MAIN LINES 

 
AHU 2-3 

 
4 

 
 

 
 

 
 

 
 

 
V-05-13 

 
PH 3 

BLDG 3 

 
VALVE, MANUALLY OPERATED 
Hot/Chilled Water Valves 

 
 

 
3-INCH 

 
MAIN LINES 

 
AHU 2-4 

 
4 

 
 

 
 

 
 

 
 

 
V-05-14 

 
PH 3 

BLDG 3 

 
VALVE, MANUALLY OPERATED 
Hot Water Lines 

 
 

 
3-INCH 

 
MAIN LINES 

 
AHU 3-1 

 
4 

 
 

 
 

 
 

 
 

 
V-05-15 

 
PH 4 

BLDG 4 

 
VALVE, MANUALLY OPERATED 
Hot Water Lines 

 
 

 
3-INCH 

 
MAIN LINES 

 
AHU  3-2 

 
4 

 
 

         
           

 
MWI  

GUIDE  

 
 

F 

 
SCHEDULED 

MONTH(S) 

 
EQUIP 

NO. 

 
EQUIPMENT 
LOCATION 

 
EQUIPMENT 

DESCRIPTION 

 
 

MANUFACTURER 

 
 

SIZE 

 
SERVICE 

LOCATION 

 
ASSOCIATED 
EQUIPMENT 

 
 

QTY

 
 

REMARKS 
 
V-5 

 
A 

 
MAR 

 
V-05-16 

 
PH 4 

BLDG 4 

 
VALVE, MANUALLY OPERATED 
Hot Water Lines 

 
 

 
3-INCH 

 
MAIN LINES 

 
AHU 4-1 

 
4 

 
 

 
 

 
 

 
 

 
V-05-17 

 
PH 5 

BLDG 5 

 
VALVE, MANUALLY OPERATED 
Hot Water Lines 

 
 

 
3-INCH 

 
MAIN LINES 

 
AHU 4-2 

 
4 

 
 

 
 

 
 

 
 

V-05-18 
 
COMPUTER ROOM HVAC

 
VALVE, MANUALLY OPERATED 

 
 

 
5-INCH 

 
MAIN LINES 

 
AHU 5-1 

 
6 

 
 



PH 2 BLDG 2 Hot Water Main Lines 
   

 
V-05-19 

 
EASTSIDE PH 2 

BLDG 2 

 
VALVE, MANUALLY OPERATED 
Main Lines 

 
 

 
5-INCH 

 
COMPUTER 

ROOM HVAC 

 
R-06B-01 

 
3 

 
 

 
 

 
 

 
 

 
V-05-20 

 
EASTSIDE PH 2 

BLDG 2 

 
VALVE, MANUALLY OPERATED 
Main Lines 

 
 

 
5-INCH 

 
COMPUTER 

ROOM HVAC 

 
R-06B-02 

 
3 

 
 

   
 

V-05-21 
 

EASTSIDE PH 2 
BLDG 2 

 
VALVE, MANUALLY OPERATED 
Main Lines 

 
 

 
5-INCH 

 
COMPUTER 

ROOM HVAC 

 
R-06B-03 

 
3 

 
 

 
 

 
 

 
 

 
V-05-22 

 
EASTSIDE PH 2 

BLDG 2 

 
VALVE, MANUALLY OPERATED 
Hot Water Main Lines 

 
 

 
5-INCH 

 
COMPUTER 

ROOM HVAC 

 
R-06B-04 

 
3 

 
 

 
 

 
 

 
 

 
V-05-23 

 
EASTSIDE PH 2 

BLDG 2 

 
VALVE, MANUALLY OPERATED 
Main Line Condenser 

 
 

 
5-INCH 

 
COMPUTER 

ROOM HVAC 

 
R-06B-01 

 
2 

 
 

 
 

 
 

 
 

 
V-05-24 

 
EASTSIDE PH 2 

BLDG 2 

 
VALVE, MANUALLY OPERATED 
Main Lines 

 
 

 
5-INCH 

 
COMPUTER 

ROOM HVAC 

 
R-06B-02 

 
2 

 
 

 
 

 
 

 
 

 
V-05-25 

 
EASTSIDE PH 2 

BLDG 2 

 
VALVE, MANUALLY OPERATED 
Main Lines 

 
 

 
5-INCH 

 
COMPUTER 

ROOM HVAC 

 
R-06B-03 

 
2 

 
 

   
 

V-05-26 
 

EASTSIDE PH 2 
BLDG 2 

 
VALVE, MANUALLY OPERATED 
Main Lines 

 
 

 
5-INCH 

 
COMPUTER 

ROOM HVAC 

 
R-06B-04 

 
2 

 
 

 
 

 
 

 
 

 
V-05-27 

 
 

 
COMPUTER ROOMHVAC

PH 2 BLDG 2 

 
VALVE, MANUALLY OPERATED 
 

 
 

 
8-INCH 

 
MAIN LINES 

 
C-09B-01 

 
7 

 
 

   
 

V-05-28 
 
COMPUTER ROOM HVAC

PH 2 BLDG 2 

 
VALVE, MANUALLY OPERATED 

 
 

 
8-INCH 

 
MAIN LINES 

 
C-09B-02 

 
7 

 
 

 
 

 
 

 
 

 
V-05-29 

 
EASTSIDE PH 2 

BLDG 2 

 
VALVE, MANUALLY OPERATED 
Main Lines 

 
 

 
8-INCH 

 
 

 
R-06B-01,02, 03 & 04 

 
2 

 
 

   
 

V-05-30 
 

EASTSIDE PH 2 
BLDG 2 

 
VALVE, MANUALLY OPERATED 
Main Lines 

 
 

 
8-INCH 

 
 

 
R-06B-01,02, 03 & 04 

 
2 

 
 

 
 

 
 

 
 

 
V-05-31 

 
EASTSIDE PH 2 

BLDG 2 

 
VALVE, MANUALLY OPERATED 
Main Lines 

 
 

 
8-INCH 

 
 

 
R-06B-01,02, 03 & 04 

 
2 

 
 

 
 

 
 

 
 

 
V-05-32 

 
EASTSIDE PH 2 

BLDG 2 

 
VALVE, MANUALLY OPERATED 
Main Lines 

 
 

 
 

 
 

 
R-06B-01,02, 03 & 04 

 
2 

 
 

 
 

 
 

 
 

 
V-05-33 

 
COMPUTER ROOM 
HVAC PH 2 BLDG 2 

 
VALVE, MANUALLY OPERATED 

 
 

 
 

 
MAIN LINES 

 
 

 
2 

 
 

 
 

 
 

 
 

 
V-05-34 

 
COMPUTER ROOM HVAC 

PH 2 BLDG 2  
 

 
VALVE, MANUALLY OPERATED 

 
 

 
 

 
MAIN LINES 

 
 

 
2 

 
 

   
 

V-05-35 
 
COMPUTER ROOM HVAC 

PH 2 BLDG 2 

 
VALVE, MANUALLY OPERATED 

 
 

 
 

 
MAIN LINES 

 
 

 
2 

 
 

 
 

 
 

 
 

 
V-05-36 

 
EASTSIDE PH 2 

BLDG 2 

 
VALVE, MANUALLY OPERATED 
Main Lines 

 
 

 
 

 
MAIN LINES 

 
? 

 
2 

 
 

 
 

 
 

 
 

 
V-05-37 

 
COMPUTER ROOM HVAC

PH 2 BLDG 2 

 
VALVE, MANUALLY OPERATED 
Condenser By-pass 

 
 

 
 

 
MAIN LINES 

 
 

 
2 

 
 

 
V-06 

 
A 

 
NOV 

 
V-06-01 

 
BOILER ROOM 

BLDG 5 

 
VALVE, MOTOR OPERATED 
Serial #9614C, Oil/Gas Valve 

ITT 
 

 
 

 
 

B-02A-01 
 

 
1 

 
 

 
 

 
 

 
 

 
V-06-02 

 
BOILER ROOM 

BLDG 5 

 
VALVE, MOTOR OPERATED 
Serial #9609C, Oil/Gas Valve 
 

ITT 
 

 
 

 
 

B-02A-01 
 

 
1 

 
 

 
MWI  

GUIDE  

 
 

F 

 
SCHEDULED 

MONTH(S) 

 
EQUIP 

NO. 

 
EQUIPMENT 
LOCATION 

 
EQUIPMENT 

DESCRIPTION 

 
 

MANUFACTURER 

 
 

SIZE 

 
SERVICE 

LOCATION 

 
ASSOCIATED 
EQUIPMENT 

 
 

QTY

 
 

REMARKS 
 
V-06 

 
A 

 
NOV 

 
V-06-03 

 
BOILER ROOM 

BLDG 5 

 
VALVE, MOTOR OPERATED 
Serial #9614C, Oil/Gas Valve 

ITT 
 

 
 

 
 

B-02A-02 
 

 
1 

 
 

   
 

V-06-04 
 

BOILER ROOM 
BLDG 5 

 
VALVE, MOTOR OPERATED 
Serial #9602C, Oil/Gas Valve 

ITT 
 

 
 

 
 

B-02A-02 
 

 
1 

 
 

 
   

 
V-06-05 

 
BOILER ROOM 

BLDG 5 

 
VALVE, MOTOR OPERATED 
Pneumatic Chilled Water Return Line 

 
KEYSTONE 

 
12-INCH 

 
 

 
R-05E-01 

 
1 

 
 

 
 

 
 

 
 

 
V-06-06 

 
BOILER ROOM 

BLDG 5 

 
VALVE, MOTOR OPERATED 
Mod #LOD 
Condenser Water Reversing Valve 

 
WSA 

 
12-INCH 

 
 

 
R-05E-01 

 
1 

 
 



 
 

  
 

V-06-07 
 

BOILER ROOM 
BLDG 5 

 
VALVE, MOTOR OPERATED 
Serial #4880-1-LX1992 
Condenser Water Reversing Valve 

 
WSA 

 
10-INCH 

 
 

 
R-05E-02 

 
1 

 
 

 
 

 
 

 
 

 
V-06-08 

 
BOILER ROOM 

BLDG 5 

 
VALVE, MOTOR OPERATED 
Serial #4880-1-LX1993 
Condenser Water Reversing Valve 

 
WSA 

 
10-INCH 

 
 

 
R-05E-03 

 
1 

 
 

   
 

V-06-09 
 

COOLING TOWER 1 
BLDG 5 

 
VALVE, MOTOR OPERATED 
Mod #5CV-CT5-1, Pneumatic 
Condenser Water Reversing Valve 

 
 

 
12-INCH 

 
 

 
C-09C-01 

 
1 

 
 

 
 

 
 

 
 

 
V-06-10 

 
COOLING TOWER 2 

BLDG 5 

 
VALVE, MOTOR OPERATED 
Mod #5CV-CT5-2, Pneumatic 
Condenser Water Reversing Valve 

 
 

 
12-INCH 

 
 

 
C-09C-02 

 
1 

 
 

 
V-08 

 
A 

 
MAR 

 
V-08-01 

 
COOLING TOWER 1 

BLDG 5 

 
CHECK VALVE, CRITICAL 
 

 
WALWORTH 

SWING CHECK 

 
 

 
 

 
C-09C-01 

 
1 

 
REPLACED 1/98 

 
 

 
 

 
 

 
V-08-02 

 
COOLING TOWER 2 

BLDG 5 

 
CHECK VALVE, CRITICAL 
 

 
WALWORTH 

SWING CHECK 

 
14” 

 
 

 
C-09C-02 

 
 

 
EXCESSED 1/20/99?????? 

   
 

V-08-03 
 

BOILER ROOM 
BLDG 5 

 
CHECK VALVE, CRITICAL 
Hot Water 

 
 

 
 

 
 

 
B-02-01 

 
 

 
 

 
 

 
 

 
 

 
V-08-04 

 
BOILER ROOM WEST 

BLDG 5 

 
CHECK VALVE, CRITICAL 
Hot Water 

 
 

 
 

 
 

 
B-02-02 

 
 

 
 

   
 

V-08-05 
 

BLDG 5 
 
CHECK VALVE, CRITICAL 
 

 
KENNEDY 

 
8-INCH 

 
DOMESTIC 

WATER PUMP

 
 

 
 

 
 

 
 

 
 

 
 

 
V-08-06 

 
EASTSIDE PH 2 

BLDG 2 

 
CHECK VALVE, CRITICAL 
Chill Water Pumps Comp Rm System 

 
 

 
 

 
 

 
R-06B-01,02, 03 & 04 

 
1 

 
 

 
 

 
 

 
 

 
V-08-07 

 
EASTSIDE PH 2 

BLDG 2 

 
CHECK VALVE, CRITICAL 
Chill Water Pumps Comp Rm System 

 
 

 
 

 
 

 
R-06B-01,02, 03 & 04 

 
1 

 
 

 
 

 
 

 
 

 
V-08-08 

 
EASTSIDE PH 2 

BLDG 2 

 
CHECK VALVE, CRITICAL 
Chill Water Pumps Comp Rm System 

 
 

 
 

 
 

 
R-06B-01,02, 03 & 04 

 
1 

 
 

 
 

 
 

 
 

 
V-08-09 

 
PH 2 

BLDG 2 

 
CHECK VALVE, CRITICAL 
Winter Cooling System 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
V-08-10 

 
EASTSIDE PH 2 

BLDG 2 

 
CHECK VALVE, CRITICAL 
Reheat Pump 

 
 

 
 

 
 

 
R-06B-01 

 
1 

 
 

 
 

 
 

 
 

 
V-08-11 

 
PH 2 

BLDG 2 
 

 
CHECK VALVE, CRITICAL 
 

 
 

 
 

 
REHEAT PUMP

 
* 

 
 

 
 

 
 

 
 

 
 

 
V-08-12 

 
EASTSIDE PH 2 

BLDG 2 

 
CHECK VALVE, CRITICAL 
Condenser Water Lines 

 
 

 
 

 
 

 
R-06B-01,02, 03 & 04 

 
1 

 
 

 
 

 
 

 
 

 
V-08-13 

 
EASTSIDE PH 2 

BLDG 2 

 
CHECK VALVE, CRITICAL 
Condenser Water Lines 

 
 

 
 

 
 

 
R-06B-01,02, 03 & 04 

 
1 

 
 

 
 

 
 

 
 

 
V-08-14 

 
PH 2 

BLDG 2 

 
CHECK VALVE, CRITICAL 
Reheat 

 
STORKHAM 

 
 

 
 

 
B-02B-01 

 
 

 
 

 
 

 
 

 
 

 
V-08-15 

 
PH 2 

BLDG 2 

 
CHECK VALVE, CRITICAL 
Mod #909, Serial #261914, Reheat 

 
STORKHAM 

 
 

 
 

 
B-02B-01 

 
 

 
 

 
MWI  

GUIDE  

 
 

F 

 
SCHEDULED 

MONTH(S) 

 
EQUIP 

NO. 

 
EQUIPMENT 
LOCATION 

 
EQUIPMENT 

DESCRIPTION 

 
 

MANUFACTURER 

 
 

SIZE 

 
SERVICE 

LOCATION 

 
ASSOCIATED 
EQUIPMENT 

 
 

QTY

 
 

REMARKS 

 
V-09 

 
A 

 
AUG 

 
V-09-01 

 
BOILER ROOM 

BLDG 5 

 
BACKFLOW PREVENTER 
Mod #909, Ser# 261914                        
Main Water System 

 
WATTS 

 
3/4-INCH (1) 

 

 
 

 
 

 
1 

 
 

 
   

 
V-09-02 

 
NEAR CHILLER 

BLDG 5 

 
BACKFLOW PREVENTER 
Mod #825YD, Serial #5239 
Main Water System, Double Checker 

 
FEBCO 

 
6-INCH (2) 

 
 

 
 

 
2 

 
 

 
 

 
 

 
 

 
V-09-03 

 
NW LANE AVE 

ENTRANCE GATE 

 
BACKFLOW PREVENTER 
Main Water System 

 
 

 
8-INCH (2) 

 
 

 
 

 
2 

 
 



 
 

 
 

 
 

 
V-09-04 

 
PH 2 

BLDG 2 

 
BACKFLOW PREVENTER 
Mod #825Y, Serial #A044643 
Main Water System 

 
FEBCO 

 
1-INCH (1) 
2-INCH (2) 

 
 

 
 

 
 

 
City tests 

 
   

 
V-09-05 

 
MAIN TOWERS 

BLDG 5 

 
BACKFLOW PREVENTER 
Mod #775 
Main Water System 

 
FEBCO 

 
3-INCH (2) 

  
C-09C-01 
C-09C-02 

 
2 

 

 



  
MWI  

GUIDE  

 
 

F 

 
SCHEDULED 

MONTH(S) 

 
EQUIP 

NO. 

 
EQUIPMENT 
LOCATION 

 
EQUIPMENT 

DESCRIPTION 

 
 

MANUFACTURER 

 
 

SIZE 

 
SERVICE 

LOCATION 

 
ASSOCIATED 
EQUIPMENT 

 
 

QTY

 
 

REMARKS 
            
            
            
            
        

 
  

 
 
 

 
 

 
 

 
V-09-06  

 
BACKFLOW PREVENTER 
Mod #775 
Landscape 

 4-INCH (1)
 

   
 
City tests 

X-29 S MAR/SEP X-29  CHEMICAL FEEDER   CHILLER RM  7  
 
 
 
 
 
 
 


